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REMOVE FUEL OIL PIPING WITHIN

PVC ACCESS CONDUIT FROM TANK
TO MECHANICAL ROOM. REFER TO
M-002. CUT PVC ACCESS CONDUIT
WITHIN EXCAVATION LIMITS OF TANK
REMOVAL. CUT PVC ACCESS CONDUIT
AT TOP OF SLAB WITHIN MECHANICAL
ROOM AND FILL WITH GROUT.

REMOVE 4000 GALLON FUEL OIL
UNDERGROUND STORAGE TANK,
ALL ASSOCIATED ACCESSORIES,
AND CONCRETE SLAB AT GRADE
(CONCRETE SLAB REMOVAL TO BE
PAID UNDER EARTH EXCAVATION)

EXISTING 1000 GALLON OIL-WATER
SEPARATOR TO REMAIN N‘

REMOVE FUEL ISLAND, DISPENSERS,
PRODUCT PIPING, VENT PIPING, VENT
RISERS, LIGHT POLE, LIGHT FIXTURES
AND BOLLARDS. REMOVE AND
SALVAGE FUEL MANAGEMENT UNIT
AND ALL STATION SIGNS.

REMOVE CONCRETE APRON
(PAID UNDER EARTH EXCAVATION)

REMOVE 4000 GALLON UNLEADED
GASOLINE UNDERGROUND STORAGE

TANK, ALL ASSOCIATED ACCESSORIES,

AND CONCRETE SLAB AT GRADE.
SALVAGE PUMP AND DROP TUBE.
(CONCRETE SLAB REMOVAL TO BE
PAID UNDER EARTH EXCAVATION)

REMOVE 4000 GALLON DIESEL FUEL
UNDERGROUND STORAGE TANK, ALL
ASSOCIATED ACCESSORIES, AND
CONCRETE SLAB AT GRADE.
SALVAGE PUMP AND DROP TUBE.
(CONCRETE SLAB REMOVAL TO BE
PAID \UNDER EARTH EXCAVATION)

NOTE:

1. CONTRACTOR SHALL REMOVE SALVABLE PRODUCT FROM
EACH TANK, AS DETERMINED BY CT DOT AND TRANSPORT
SAID PRODUCTS TO CT DOT DESIGNATED SITES WITHIN

50 MILES. AFTER REMOVAL OF SALVABLE PRODUCT

ANY REMAINING LIQUID IN EACH TANK SHALL BE DISPOSED
OF BY THE CONTRACTOR.

2. ALL PIPING LOCATIONS ARE APPROXIMATE AND SHALL

BE FIELD VERIFIE

D.
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EXISTING TANK MONITORING
SYSTEM TO REMAIN

REMOVE ALL CONDUCTORS
ASSOCIATED WITH FUEL OIL
TANK MONITORING SENSORS,
REMOVE CONDUITS ABOVE
GRADE, ABANDON CONDUITS
IN PLACE BELOW GRADE AND
REMOVE IF NECESSARY

REMOVE AND SALVAGE
IN-TANK PROBE
FOR FUEL OIL TANK

EXISTING CONDUIT AND
CONDUCTORS FOR OIL-WATER
SEPARATOR TO REMAIN

EXISTING 1000 GALLON OIL-WATER
SEPARATOR TO REMAIN

REMOVE AND SALVAGE
IN-TANK| PROBE
FOR UNLEADED TANK

REMOVE AND SALVAGE
IN-TANK PROBE
FOR DIESEL TANK

REMOVE ALL CONDUIT AND CONDUCTORS
BETWEEN FUEL CONTROL CENTER AND
FUEL TANKS/ FUEL ISLAND

DESIGNER/DRAFTER:

THE INFORMATION, INCLUDING ESTIMATED ME G,

SUALITIS O Wosk sHou, Oi THese | coeceep o 9 ~=
INVESTIGATIONS BY THE STATE AND IS SK ,m}gé@“ STATE OF CONNECTICUT
IN NO WAY WARRANTED TO INDICATE

THE CONDITIONS OF ACTUAL QUANTITIES SCALE IN FEET

DEPARTMENT OF TRANSPORTATION

OF WORK WHICH WILL BE REQUIRED.
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SEDIMENT CONTROL ON
REMOVE 2000 GALLON OIL-WATER CATCHBASIN. SEE DETAIL

SEPARATOR, ALL ASSOCIATED DWG C-007.
ACCESSORIES, AND CONCRETE SLAB

AT GRADE (CONCRETE SLAB REMOVAL

TO BE PAID UNDER EARTH EXCAVATION).

PROTECT ALL EXISTING BUILDING

DRAINAGE PIPING DURING DEMOLITION

AND CONSTRUCTION. CUT AND CAP

EXISTING DRAINAGE PIPING WITHIN

EXCAVATION LIMITS FOR FUTURE

CONNECTION

REMOVE ALL MOTOR FUEL PIPING
FROM TANKS TO FUEL ISLAND
(TO BE PAID UNDER TRENCH
EXCAVATION)

REMOVE 8000 GALLON UNLEADED °

GASOLINE UNDERGROUND STORAGE

TANK, ALL ASSOCIATED ACCESSORIES, REMOVE CONCRETE APRON

AND CONCRETE SLAB AT GRADE. (PAID UNDER EARTH EXCAVATION)

SALVAGE PUMP AND DROP TUBE.

(CONCRETE SLAB REMOVAL TO BE

PAID UNDER EARTH EXCAVATION)
REMOVE FUEL ISLAND, DISPENSERS,
PRODUCT PIPING, VENT PIPING, VENT

REMOVE 20 LF METAL BEAM RAIL E,I\,SDE RBS’OH%ESP%LE%(')‘\I,%HXNEXTURES

SALVAGE FUEL MANAGEMENT UNIT
AND ALL STATION SIGNS.

TEMPORARY FUEL TANK
LOCATION. SEE DWG
C-005 AND C-006.
REMOVE 8000 GALLON-DIESEL FUEL

UNDERGROUND STORAGE TANK, ALL
ASSOCIATED ACCESSORIES, AND
CONCRETE SLAB AT GRADE.
SALVAGE PUMP AND DROP TUBE.
(CONCRETE SLAB REMOVAL TO BE
PAID UNDER EARTH EXCAVATION)

REMOVE 90 LF METAL BEAM RAIL

REMOVE DIESEL GENERATOR
ABOVEGROUND STORAGE TANK IN
GENERATOR ROOM.

NOTE:

1. CONTRACTOR SHALL REMOVE SALVABLE PRODUCT FROM
EACH TANK, AS DETERMINED BY CT DOT AND TRANSPORT
SAID PRODUCTS TO CT DOT DESIGNATED SITES WITHIN

50 MILES. AFTER REMOVAL OF SALVABLE PRODUCT

ANY REMAINING LIQUID IN EACH TANK SHALL BE DISPOSED
OF BY THE CONTRACTOR.

2. ALL PIPING LOCATIONS ARE APPROXIMATE AND SHALL
BE FIELD VERIFIED.
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REMOVE AND SALVAGE OIL-WATER
SEPARATOR IN-TANK PROBE AND
HYDROSTATIC SENSOR

REMOVE ALL CONDUITS AND
CONDUCTORS ASSOCIATED WITH
OIL-WATER SEPARATOR

TANK MONITORING SENSORS

REMOVE AND SALVAGE :
IN-TANK PROBE i
FOR DIESEL TANK

REMOVE AND SALVAGE I

IN-TANK PROBE
FOR UNLEADED TANK

REMOVE TANK MONITORING
SYSTEM

J==i

—_——

REMOVE ALL CONDUIT AND CONDUCTORS
BETWEEN FUEL CONTROL CENTER AND
FUEL TANKS/ FUEL ISLAND

DESIGNER/DRAFTER:

THE INFORMATION, INCLUDING ESTIMATED ME G,
SUALITIS O Wosk sHou, Oi THese | coeceep o 9 ~=
INVESTIGATIONS BY THE STATE AND IS SK S A= STATE OF CONNECTICUT
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ABBREVIATIONS

LEGEND
CONCRETE PAD. SEE DETAIL THIS SHEET
MOTOR FUEL ABOVEGROUND STORAGE

/ TANKS AND CONCRETE SLAB, SEE DWG

C-003 AND C-004. 7// BITUMINOUS CONCRETE PAVEMENT. SEE DETAIL
% THIS SHEET

CONCRETE APRON. SEE DETAIL DWG C-003

AST ABOVEGROUND STORAGE TANK
AWG AMERICAN WIRE GAUGE

BCLC BITUMINOUS CONCRETE LIP CURB
¢ CENTER LINE
EWT&B EACH WAY TOP & BOTTOM

FMU FUEL MANAGEMENT UNIT

NOTES:

GND GROUND
1. SIZE AND LOCATION OF BURIED PIPES AND UTILITIES SHOULD

HMA HOT MIX ASPHALT BE VERIFIED IN FIELD.

2. ALL DISTURBED AREAS SHALL BE RESTORED WITH BITUMINOUS
i.d. INSIDE DIAMETER CONCRETE PAVEMENT.
3. CONCRETE APRON AND SURROUNDING BITUMINOUS CONCRETE
MAX MAXIMUM PAVEMENT SHALL BE GRADED TO MATCH EXISTING PAVEMENT
MIN MINIMUM AND SHALL BE SLOPED AS TO DIRECT STORM RUNOFF AWAY
FROM MOTOR FUEL DISPENSERS.
NO. NUMBER 325 LF OF SAWCUT 4. CONTRACTOR SHALL CONTACT "CALL BEFORE YOU DIG"
(1-800-922-4455) FOR UNDERGROUND UTILITY INFORMATION
o.C. ON CENTER A MINIMUM OF 72 HOURS PRIOR TO START OF CONTSTRUCTION.
o.d. OUTSIDE DIAMETER 5. COORDINATE WITH ENGINEER TO MAINTAIN VEHICLE ACCESS TO
CONDUIT TRENCH. SEE BAY DOORS IN EXISTING MAINTENANCE BUILDING.
RGSC  RIGID GALVANIZED STEEL CONDUIT DWG E-002 FOR DETAILS.
TYP TYPICAL
U.N.O. UNLESS NOTED OTHERWISE
UST UNDERGROUND STORAGE TANK
W/ WITH
W.W.R. WITH WIRE REINFORCEMENT
E=591003.31 6" PROCESSED AGGREGATE BASE
STEEL BOLLARD N=324721.13
SEE DWG C-011 E=591102.26 SLOPIMEES
FOR DETAIL N=324749.75 )
[4
NATURAL GAS SERVICE LINE E=591131.08 \
INSTALLED BY CONNECTICUT N=324759.55 N
NATURAL GAS CORP.
E=591156.40
N=324765.47
EXISTING 1000 GALLON OIL-WATER
SEPARATOR TO REMAIN /}3

2" HMA S0.375
10" SUBBASE 2" HMA SO0.5

BITUMINOUS CONCRETE
PAVEMENT

NOT TO SCALE

24'x 22' CONCRETE PAD (DUMPSTER).
SEE DETAIL THIS SHEET

FUEL ISLAND CONCRETE PAD. SEE DETAIL DWG C-003

42 LF OF SAWCUT
198 LF OF SEDIMENTATION AND EROSION CONTROL

| 6 4-#5 (TYP.) 1" x 1" CHAMFER (TYP.)
2' TRANSITIONAL STRIPOF —"  / / /I, —mm——A—+———"H—"1"-""""—""-—"-—"—— T _
BITUMINOUS PAVEMENT | ~
4-#5 BARS | FINISHED GRADE 2L ‘
4_#5 24" LAP AT TOP AN D | | ///////////////////////////_/// 777477 "E N . AAAAAARARAR NN R .
220 LF OF 10' CHAINLINK FENCING (BTOYTPTOAMr CB(/)*EI%ERS) N Q
: | ™ | 1
| b 4-#5 = _ R |
REMOVE! EXISTING | | = - s N
UNDERGROUND } | — :
MOTOR FUEL TANKS " el 6" GRANULAR FILL (TYP.) ;
AND EXISTING FUEL ISLAND- 12" SLAB ON GRg\DEr o #3 @ 12" O.C.
SEE DWG D-002 & D-003 s’v"éEg)T(WVg-\éV-F- X6, | ‘ STIRRUPS AT
' ' ALL SIDES (TYP. 3" COVER (TYP)
6' CHAINLINK DOUBLE GATE 10'HIGH — | o — o . (|| —~—""~FfF—~—VF"7F————~——————7—7—777— : I o
SECTION
———————————————————————— NOTE:
N 1. ACTUAL WIDTH AND LENGTH OF EQUIPEMENT PADS BASED UPON MANUFACTURER'S
RECOMMENDATION FOR THE SPECIFIC EQUIPMENT TO BE INSTALLED.
m PLAN 2. REFER TO C-006 FOR DUMPSTER PAD DIMENSIONS.
FOR DIMENSION FLAN
SEE NOTE BELOW
CONCRETE PAD
NOT TO SCALE
DESIGNER/DRAFTER: SIGNATURE/ PROJECT TITLE: TOWN: PROJECT NO.
T BrovIoL Boupne, ST ME FARMINGTON 174-388
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BTSN 1 B MAINTENANCE FACILITIES c-002
OF WORK WHICH WILL BE RE%UIRED. % DEPARTMENT OF TRANSPORTATION ' TANK REPLACEMENT SITE PLAN - FARMINGTON SHEET NO.
0 40 80 @4——7 n-O “’@ 05.02
REV. DATE REVISION DESCRIPTION SHEET NO. Plotted Date: 8/11/2015 SCALE 1"=40' Filename:  ...\CO02_CT_Sheet Model_0174-0388.dgn






82'_8"

\

6000 GALLON DIESEL TANK (17'-7" X 8'-0" X 8'-93,")
8" PIPE BOLLARD (TYP 46), REFER TO DETAIL ON DRAWING NO. C-011

TANK MANUFACTURER STANDARD GALVANIZED STEEL ACCESS STAIRWAY
(TYP 2)

EXPANSION JOINT

2" NIPPLE FOR THERMAL PRESSURE RELIEF (TYP 2)

FILL ASSEMBLY W/ SPILL CONTAINMENT (TYP 2), REFER TO DETAIL ON
DRAWING NO. C-004

¢ OF TANK NIPPLE (TYP)
4" NIPPLE FOR VAPOR RECOVERY ADAPTOR AND CAP (TYP 2)

X
X

X

X
X

20!_0"

(TYP)

28'-0"

|

£

o\

-

H

X
X

X

I

)

| 14" REINFORCED CONCRETE SLAB W/ #5 REBARS 12" oc EWT&B
< (44'-8" X 10'-0")

| _—— 2" NIPPLE FOR GALVANIZED STEEL VENT RISER (TYP 2)

SUBMERSIBLE PUMP WITH 4" NIPPLE (TYP 2), REFER TO DRAWING NO.
C-004 FOR SUBMERSIBLE PUMP DETAIL

| 24" MANWAY W/ 8" EMERGENCY VENT (TYP 2)
| 6000 GALLON UNLEADED TANK (17'-7" X 8'-0" X 8'-93,")

| _—— 4" NIPPLE FOR IN-TANK PROBE (TYP 2)
| _— 2" NIPPLE FOR INTERSTITIAL SENSOR (TYP 2)

|~ —— 115" PRIMARY PRODUCT PIPING TO DISPENSER AT GRADE (TYP)

— OVERFILL ALARM (LIGHT AND HORN) AND ACKNOWLEDGE UNIT FOR
UNLEADED AND DIESEL TANKS MOUNTED TO FENCE 42" ABOVE GRADE

FUEL MANAGEMENT UNIT (FMU), REFER TO DETAIL ON DRAWING NO.
C-011 FOR CONDUIT ARRANGEMENT

| —— ISLAND LIGHT POLE, REFER TO ELECTRICAL DRAWINGS FOR DETAIL (TYP)

/METAL BEAM RAIL POSTS TO SUPPORT PRODUCT PIPING
(TYP), MINIMUM EVERY 8'OF HORIZONTAL PIPING RUN

<ﬁFUEL DISPENSER (TYP 4)

— EXPANSION JOINT (TYP FOR APRONS)

DISPENSER CONCRETE PAD SIZED AT LEAST 4" LARGER THAN EQUIPMENT
BASE (TYP FOR DISPENSERS AND FMU)

10" REINFORCED CONCRETE APRON W/ #6 REBARS 12" o.c. EWT&B

6ll

O

20'-0"

(110'-0" X 16'-0")
AN

NOTES:

®

1.

PRIMARY PRODUCT PIPING

THE DESIGNED TANK DIMENSIONS AND SUPPORT LEG LOCATIONS ARE BASED ON CONVAULT. ACTUAL SLAB
DIMENSIONS SHALL BE SIZED ON THE APPROVED TANK DIMENSIONS AND SUPPORT LEG LOCATIONS.

THE TANK NIPPLE ARRANGEMENT IS BASED ON CONVAULT TANKS. ACTUAL TANK NIPPLE ARRANGEMENT
SHALL BE DESIGNED AS NECESSARY BASED ON THE APPROVED TANK MANUFACTURER.

REFER TO DRAWING NO. C-004 FOR MOTOR FUEL TANK DETAILS AND DRAWING NO. C-011 FOR MOTOR

FUEL ISLAND DETAILS.

INSTALL SALVAGED "FUEL SYSTEM INFORMATION" SIGN FROM EXISTING FUEL ISLAND AS DIRECTED BY ENGINEER.

SUPPORT PRODUCT PIPING WITH GALVANIZED STRUT MAST AND PIPE CLAMP MOUNTED TO THE TANK,

TANK PAD AND METAL BEAM RAIL POSTS.

LOCATE FIRE EXTINGUISHER IN FIRE-PROTECTION CABINET AS DIRECTED BY ENGINEER.

10' HIGH PVC CHAIN LINK FENCE W/

PVC SLATS AND 6'WIDE DOUBLE GATE

THE INFORMATION, INCLUDING ESTIMATED

QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED

INVESTIGATIONS BY THE STATE AND IS

IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES

OF WORK WHICH WILL BE REQUIRED.
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CORD GRIP
SOLENOID VALVE
LEADER CABLE TO

WATERTIGHT JUNCTION BOX CORD GRIP THERMAL PRESSURE
RELIEF VALVE

"EY" EXPLOSION PROOF FITTING

% sl e S PIPE RISER [
J«J— \TANK

ADJUSTABLE LEAD CABLE

| S|
EXTERNAL K

MONITOR PROBE CAP LEADER CABLE

AND ADAPTOR SENSOR CAP AND ADAPTOR /2" THERMAL PRESSURE
RELIEF PIPING TO TANK

CORD GRIP

CORD GRIP .
| ADJUSTABLE LEAD CABLE ? 115" PRIMARY
// \WATERTIGHT JUNCTION BOX HAZARDOUS LOCATION FLEXIBLE N PRODUCT PIPING

"EY" EXPLOSION PROOF FITTING COUPLING EXPLOSION PROOF

5 "EY" EXPLOSION PROOF FITTING TEE TO TWO DISPENSERS

V%LTF;GGSEC TTR%UEEXI-T,EFF{%(F)ER L%V 3," RGSC TO EXTERIOR LOW 72" RGSC TO SOLENOID VALVE 4 /

ELECTRICAL DRAWINGS FOR ™ VOLTAGE TROUGH, REFER TO Ny B — L.

CONTINUATION ELECTRICAL DRAWINGS FOR [

| 4" GALVANIZED STEEL [ | CONTINUATION
' } } v $ T / 2" TANK NIPPLE T %I 74 /I

EMERGENCY VALVE

N
—A\r— = — 3/n
- TANK EXTERIOR (TYP 4" RGSC TO EXTERIOR HIGH
IN-TANK PROBE g K (TYP) VOLTAGE TROUGH, REFER TO BALL VALVE (TYP)
[ | INNER TANK WALL (TYP) ELECTRICAL DRAWINGS FOR 2" TANK NIPPLE
- PRODUCT LEVEL FLOAT CONTINUATION \ UNION
LEAK DETECTOR TUBE "
WATER LEVEL FLOAT T P 1 T gIPEA',i\I/SAé\gZED STEEL
M [ = INTERSTITIAL SENSOR
IN-TANK PROBE DETAIL INTERSTITIAL SENSOR DETAIL SUBMERSIBLE PUMP DETAIL
2" GALVANIZED STEEL VENT RISER
WITH VENT CAP, TERMINATE AT
: ! SUBMERSIBLE PUMP, REFER TO
MIN 12" ABOVE GRADE DETAIL ON THIS DRAWING FOR
PIPING ARRANGEMENT
8" EMERGENCY VENT B VAPOR RECOVERY
SUBMERSIBLE PUMP, REFER TO ADAPTOR AND CAP
DETAIL ON THIS DRAWING FOR 54" MANWAY
PIPING ARRANGEMENT SPILL CONTAINER MONITOR PROBE CAP
AND ADAPTOR
FILL ADAPTOR AND CAP REFER TO SUBMERSIBLE PUMP INTERSTITIAL SENSOR AND CAP
DETAIL ON THIS DRAWING CAP AND ADAPTOR —
STICK PORT v
> s -1 i e \
a < & < @ . P | | | |
AW < ) ; 4 . 4 . ‘g‘ 3 o : P P 4 . P a s, a, . a, » OVERFILL PREVENTION j*& ]:[ [ [ [ [ " — PRODUCT LEVEL FLOAT
-|—|- B a A < ‘ ‘ B 4 - < a VALVE \\ /
STAIR PLATFORM = — i : i . — IN-TANK PROBE
~—————— OVERFILL a LOWER DROP TUBE —__ |*. I | “
] PREVENTION VALVE . > .
o T |
... | ——LEAK DETECTOR TUBE “ @
O ‘//< ) OV ] 8"93/4"
a 17|_7n - 8'_0" -

TANK MANUFACTURER ‘ 4 < L
STANDARD GALVANIZED .- N 4 a "
STEEL ACCESS STAIRWAY < ( —— WATER LEVEL FLOAT

. ~————LOWER DROP TUBE . - /
§ # _—INTERSTITIAL SENSOR <, .

6" 6" < \ 6" 6" E—! //A(
< \77 ] g ! n OZA ) ) "’ n
AA 12 < a8 12
R D 14" REINFORCED CONCRETE - W e — — - -
R T T R T S I g e, N N P T T
SLAB WITH #6 REBARS 12" ) : ‘ a < . © et W0t g . ) S NPV BASE . \ / ]
o.c. ENT&B ON 6" AGGREGATE 2 NN/ \ / A A A A AR 3R
BASE _. N A A . A N . A . A A A A A A . A ] A A . A N . A A . A A . A A A A ] “.A_;' A D ,> D D D ,> D D LD D D D i D >
i b b. /> D D D D D N l>‘ /> ' b. /> D i D D i D D D 'DD l>‘ /> D D D N D D D D D > > > B b"b . D A_' .A A A ‘A .A A A A A ’_
.A _‘ .A A .A A A ‘A ’ .A A A A A A .A'/ .A A A A A A A A A A A A Ar
Ne

NOTES: SECTION A

1. THE DESIGNED TANK DIMENSIONS AND SUPPORT LEG LOCATIONS ARE C-003

C-003

SECTION m
\c003/

BASED ON CONVAULT. ACTUAL SLAB DIMENSIONS SHALL BE SIZED BASED
ON THE APPROVED TANK DIMENSIONS AND SUPPORT LEG LOCATIONS.

2. THE TANK NIPPLE ARRANGEMENT IS BASED ON CONVAULT TANKS.
ACTUAL TANK NIPPLE ARRANGEMENT SHALL BE DESIGNED AS NECESSARY

PASED ON THE APPROVED TANK MANUFACTURER. MOTOR FUEL ABOVEGROUND STORAGE TANK DETAIL

3. ALL CONDUITS SHALL BE PROVIDED WITH EXPLOSION PROOF FITTINGS
AND SEALED AS REQUIRED IN ACCORDANCE WITH NFPA 70.
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NOTES:

1.STATE PERSONNEL SHALL HAVE ACCESS TO PERMANENT OR TEMPORARY DIESEL
MOTOR FUEL AT ALL TIMES. NO PORTION OF THE TEMPORARY DIESEL MOTOR
FUEL SYSTEM SHALL BE DEMOLISHED UNTIL THE PERMANENT FUEL FACILITY IS
INSTALLED, TESTED AND ACCEPTED BY THE ENGINEER.

2. THE DEPARTMENT WILL SUPPLY DIESEL FUEL TO FILL THE TEMPORARY TANK
UPON ITS ACCEPTANCE BY THE ENGINEER.

3.THE DEPARTMENT WILL EMPTY THE TEMPORARY DIESEL FUEL TANK AND THE
CONTRACTOR SHALL TRANSPORT IT TO THE DEPARTMENT'S MAINTENANCE
FACILITY LOCATED AT 1640 SAYBROOK ROAD, HADDAM, CT 06438.

4.REFER TO DWG ED-003 FOR TEMPORARY FACILITIES ELECTRICAL PLANS.

INSTALL CONCRETE BARRIERS AS DIRECTED
BY ENGINEER, BARRIERS TO BE REMOVED
AND SALVAGED AFTER TEMPORARY TANK
HAS BEEN REMOVED.

E=5281.05
N=5213.09

(8
N

PROVIDE SIGNAGE LABELED "EMERGENCY
/POWER SHUTOFF LOCATED ON SALT SHED"

N
RELOCATED EXISTING 2000 GALLON 1
DIESEL ABOVEGROUND STORAGE e
TANK (12'-7" x 5'-10" o.d.) WITH
ACCESSORIES, DISPENSER, AND | / 1'TYP
EXTERNAL STAIRWAY, B ‘ =
REFER TO NOTE 3 FOR REMOVAL \\\ T
A = \ | | INSTALL RELOCATED EXISTING FMU, TO
B s BE REMOVED AND SALVAGED AFTER
C-006 — 3 N N o TEMPORARY TANK HAS BEEN REMOVED
1/2" METAL PLATE -
E=5289.17
N=5219.48

THE INFORMATION, INCLUDING ESTIMATED

QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED

INVESTIGATIONS BY THE STATE AND IS

IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES

OF WORK WHICH WILL BE REQUIRED.
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EXTERNAL
STAIRWAY

TANK
SUPPORT
LEGS

SECTION

6" (TYP)

1" TEMPORARY
METAL PLATE
(MIN 20'x 8')

EXISTING

PAVEMENT

SCALE: 11" =

1'-0"\C-002

(A
00y

1!_6"

#3 TIES @ 6" o.c.

=
C-003 _ | 8#5 BARS
R R R O 6" (TYP)

6" COMPACTED
GRANULAR FILL

SECTION B
G002/

SCALE: %" = 1'-0"\C-002

1I_OII

<

6"

#3 TIES
@ 6" o.c.

I — 8-#5

2'_0"

1]_6"

SECTION (TYP.) /b
SCALE 4"=1'-Q" \C-003

ol _ 2-0" _
—
L #3 TIES @ 6" o.c.
I\Hﬁgﬁml 7
/7§f8 #5 BARS
6" (TYP)

= 6" COMPACTED
GRANULAR FILL

6"

SECTION
SCALE: 4" = 1'-0" \Cc-003

LD
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MOTOR FUEL ABOVEGROUND STORAGE
TANKS AND CONCRETE SLAB, SEE DWG
C-008 AND C-0009.

30' CHAIN LINK DOUBLE GATE 8'HIGH

REMOVE 2000 GALLON OIL-WATER
SEPARATOR. SEE DWG D-004 & D-005

N=5080.41
E=5038.64

INSTALL 1000 GALLON OIL-WATER
SEPARATOR. SEE DWG C-010.

REMOVE ALL PIPING BETWEEN FUEL TANKS
AND FUEL ISLAND.

REMOVE 8000 GALLON UNLEAED
UNDERGROUND STORAGE TANK.
SEE DWG D-004 & D-005

REMOVE 8000 GALLON DIESEL
UNDERGROUND STORAGE TANK.
SEE DWG D-004 & D-005

10 LF of 6" SANITARY PIPIN.
SEE DWG C010 FOR DETAILS.

3 OIL WATER SEPARATOR VENTS.

STEEL BOLLARD
SEE DWG C-011
FOR DETAIL

STORAGE TANK IN GENERATOR
ROOM WITH DOUBLE WALL
ABOVEGROUND STORAGE TANK.
SEE DWG M-003.

N=5019.77
E=5046.37

X

3¢
a3

s

SEDIMENT CONTROL ON
CATCHBASIN. SEE DETAIL

THIS SHEET.

560 LF OF SAWCUT

N=5021.00
E=5111.36

X
ML ALTUIRARTR TR URRRRNRY, Y \/
. ® .0 00 @ " b v )
Bk . kA
R L NN
3 - . . X
D -at e
g U ! he 2 e

X
X
b

X
X
X
b

_——

30' CHAIN LINK DOUBLE GATE 8'HIGH

400 LF 8'CHAINLINK FENCE

2' TRANSITIONAL STRIP
 % BITMINOUS PAVEMENT

LA R T T TR R R R R AR Atonwwon

BOLLARD (TYP.) SEE
DWG C-011 FOR DETAIL

BIMREP REMOVE MOTOR FUEL ISLAND,

CONCRETE APRON. SEE DWG
D-004 & D-005.

 CONDUH TRENCH. SEE DWG

155 LF OF SAWCUT

E-002 FOR DETAILS.

REMOVE EXISTING PIPING.

N=5286.90
E=5217.54

TEMPORARY FUEL TANK
LOCATION. SEE DWG
C-005 AND C-006.

6" PROCESSED AGGREGATE BASE

THIS SHEET

CONCRETE APRON. SEE DETAIL DWG C-008

NOTES:

BE VERIFIED IN FIELD.

CONCRETE PAVEMENT.

BITUMINOUS CONCRETE PAVEMENT. SEE DETAIL

. SIZE AND LOCATION OF BURIED PIPES AND UTILITIES SHOULD
. ALL DISTURBED AREAS SHALL BE RESTORED WITH BITUMINOUS

. CONCRETE APRON AND SURROUNDING BITUMINOUS CONCRETE

PAVEMENT SHALL BE GRADED TO MATCH EXISTING PAVEMENT
AND SHALL BE SLOPED AS TO DIRECT STORM RUNOFF AWAY

FROM MOTOR FUEL DISPENSERS.

. CONTRACTOR SHALL CONTACT "CALL BEFORE YOU DIG"

(1-800-922-4455) FOR UNDERGROUND UTILITY INFORMATION
A MINIMUM OF 72 HOURS PRIOR TO START OF CONTSTRUCTION.

BAY DOORS IN EXISTING MAINTENANCE BUILDING.

6" PROCESSED AGGREGATE BASE
SLOPE VARIES

— -

e

7

y

/

¥ 2" HMA S0.375

10" SUBBASE 3" HMA SO0.5

BITUMINOUS CONCRETE
PAVEMENT

NOT TO SCALE

STAKES
(IF POSSIBLE)

— FLOW

HAYBALES -

INLET PROTECTION

NOT TO SCALE

. COORDINATE WITH ENGINEER TO MAINTAIN VEHICLE ACCESS TO

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.
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DIESEL FUEL DISPENSER

FUEL MANAGEMENT UNIT (FMU), REFER TO DETAIL ON
DRAWING NO. C-011 FOR CONDUIT ARRANGEMENT

FILL ASSEMBLY W/ SPILL CONTAINMENT (TYP 2) REFER TO
DRAWING NO. C-009 FOR DETAIL

4" NIPPLE FOR VAPOR RECOVERY ADAPTOR AND CAP (TYP 2)
115" PRIMARY PRODUCT PIPING DOWN TO DISPENSER (TYP 3)
— 2" NIPPLE FOR THERMAL PRESSURE RELIEF (TYP 2)

4" NIPPLE FOR IN-TANK PROBE (TYP 2)

SUBMERSIBLE PUMP WITH 4" NIPPLE (TYP 2), REFER TO
DRAWING NO. C-009 FOR SUBMERSIBLE PUMP DETAIL

2" NIPPLE FOR INTERSTITIAL SENSOR (TYP 2)

8000 GALLON UNLEADED TANK (23'-1" X 8'-0" X 8'-93,")

49|_4"

1'_0" 2|_0"

Oﬁ—:

12" REINFORCED CONCRETE APRON W/ #6 REBARS 12" o.c. EWT&B

=

EXPANSION JOINT (TYP)

AT

4|_OII ‘
(TYP) o 24" MANWAY W/ 8" EMERGENCY VENT (TYP 2)
O [ ¢ TANK NIPPLE (TYP)
3-4 —— 2" NIPPLE FOR GALVANIZED STEEL VENT RISER (TYP 2)
o O

ISLAND LIGHT POLE, REFER TO ELECTRICAL DRAWINGS FOR DETAIL

UNLEADED FUEL DISPENSER (TYP 2)

8" PIPE BOLLARD (TYP 40), REFER TO DRAWING NO. C-011 FOR DETAIL

iy

TANK MANUFACTURER STANDARD GALVANIZED STEEL ACCESS
STAIRWAY (TYP 2)

— EXPANSION JOINT (TYP)

8000 GALLON DIESEL TANK (23'-1" X 8'-0" X 8'-934,")

/

DUAL FLOW DIESEL DISPENSER

23I_OII 23I_OII 23I_OII

- 69'-0" -
NOTES:

(P)  PRIMARY PRODUCT PIPING

CONNECTICUT COORDINATE GRID
1. THE DESIGNED TANK DIMENSIONS AND SUPPORT LEG LOCATIONS ARE BASED ON CONVAULT. ACTUAL
SLAB DIMENSIONS SHALL BE SIZED ON THE APPROVED TANK DIMENSIONS AND SUPPORT LEG LOCATIONS. N
NS]

2. THE TANK NIPPLE ARRANGEMENT IS BASED ON CONVAULT TANKS. ACTUAL TANK NIPPLE ARRANGEMENT
SHALL BE DESIGNED AS NECESSARY BASED ON THE APPROVED TANK MANUFACTURER.

3. REFER TO DRAWING NO. C-009 FOR MOTOR FUEL TANK DETAILS AND DRAWING NO. C-011 FOR MOTOR
FUEL ISLAND DETAILS.

4, INSTALL SALVAGED "FUEL SYSTEM INFORMATION" SIGN FROM EXISTING FUEL ISLAND AS DIRECTED BY ENGINEER.

5. LOCATE FIRE EXTINGUISHER IN FIRE-PROTECTION CABINET AS DIRECTED BY ENGINEER.

DESIGNER/DRAFTER: SIGNATURE/ PROJECT TITLE: TOWN: PROJECT NO.
e e S JAB FARMINGTON AND WATERBURY WATERBURY 174-388
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REV. DATE REVISION DESCRIPTION SHEET NO. Plotted Date: 8/11/2015 Filename:  ...\CO08_FA_CIV_Sheet Model_0174-0388.dgn






| —

3

IN-TANK

CORD GRIP

LEADER CABLE TO

WATERTIGHT JUNCTION BOX

MONITOR PROBE CAP
AND ADAPTOR

CORD GRIP
ADJUSTABLE LEAD CABLE

CORD GRIP

LEADER CABLE
SENSOR CAP AND ADAPTOR

CORD GRIP

"EY" EXPLOSION PROOF FITTING

3," RGSC TO EXTERIOR LOW
VOLTAGE TROUGH, REFER TO

ELECTRICAL DRAWINGS FOR

CONTINUATION

4" GALVANIZED STEEL
PIPE RISER

PRODUCT LEVEL FLOAT
WATER LEVEL FLOAT

PROBE DETAIL

WATERTIGHT JUNCTION BOX

"EY" EXPLOSION PROOF FITTING

34" RGSC TO EXTERIOR LOW
VOLTAGE TROUGH, REFER TO
ELECTRICAL DRAWINGS FOR

CONTINUATION

2" TANK NIPPLE

LEAK DETECTOR TUBE

INTERSTITIAL SENSOR

\ADJUSTABLE LEAD CABLE
TANK EXTERIOR (TYP)
%INNER TANK WALL (TYP)

INTERSTITIAL SENSOR DETAIL

8" EMERGENCY VENT

24" MANWAY

MONITOR PROBE CAP
AND ADAPTOR

INTERSTITIAL SENSOR
CAP AND ADAPTOR

SUBMERSIBLE PUMP, REFER TO
DETAIL ON THIS DRAWING FOR
PIPING ARRANGEMENT

THERMAL PRESSURE RELIEF,
REFER TO SUBMERSIBLE PUMP
DETAIL ON THIS DRAWING

HAZARDOUS LOCATION FLEXIBLE ?|\|

COUPLING EXPLOSION PROOF

15" RGSC TO SOLENOID VALVE -
N

fa

SOLENOID VALVE

THERMAL PRESSURE
RELIEF VALVE

15" THERMAL PRESSURE
RELIEF PIPING TO TANK

115" PRIMARY
PRODUCT PIPING

TEE TO TWO DISPENSERS

"EY" EXPLOSION PROOF FITTING

3," RGSC TO EXTERIOR HIGH
VOLTAGE TROUGH, REFER TO
ELECTRICAL DRAWINGS FOR
CONTINUATION

SPILL CONTAINER
FILL ADAPTOR AND CAP

T

EXTERNAL
EMERGENCY VALVE

BALL VALVE (TYP)

\4" GALVANIZED STEEL

UNION

PIPE RISER

SUBMERSIBLE PUMP DETAIL

SUBMERSIBLE PUMP, REFER TO
DETAIL ON THIS DRAWING FOR

PIPING ARRANGEMENT

VAPOR RECOVERY

ADAPTOR AND CAP
SPILL CONTAINER
FILL ADAPTOR \

-

iR,
iR,

2" TANK NIPPLE

2" GALVANIZED STEEL VENT RISER

e/MIN 12' ABOVE GRADE

WITH VENT CAP, TERMINATE AT

Bg AND CAP —— |
== I — T = | |
> . 3 H H v R M Y N N N STICK PORT : ﬁ ]:[ } } ?
- ” ) . n L ISR N ’ : .t STAIR PLATFORM
— o OVERFILL PREVENTION
. VALVE _
R i — PRODUCT LEVEL /
: ] FLOAT OVERFILL PREVENTION ' LOWER DROP TUBE g N
LEAK DETECTOR TUBE ——_ IN-TANK PROBE VALVE E . )
&\\ / N O 8"934"
231" . TANK MANUFACTURER 8'-0"
. " / STANDARD GALVANIZED “ -
K . s STEEL ACCESS STAIRWAY y m
. / N 34
INTERSTITIAL SENSOR \% \FNL%TAETR LEVEL LOWER DROP TUBE \ q . . 3
- | 6" 6" / AAA < \ L L . a
™ T I 12" REINFORCED CONCRETE : e
4 SLAB WITH #6 REBARS 12" 2= ; —— ~
12" REINFORCED CONCRETE - " SR - - ’ . o - - s AN o.c. EWT&B ON 6" AGGREGATE \\ ‘< <a - .
SLAB WITH #6 REBARS 12" . s s . s b : . - s . . - BASE \ / |
o.c. ENT&B ON 6" AGGREGATE \ / \% ~— e —T —
BASE \_.A A A ~,>A/ »A . D A'. A'.DA ] A DA' D A DA’ »A DA'.DZ'.DA'.DA »A A'. A A ».A_FT %'p_"b.ﬁ'p D ;> l>‘l> D l>l>'l> D.D l>l> 'b‘?b‘ rb‘;rb‘b;
Hfb.'bb,b b N B b .o b Db"b.b D1>‘ b N T L S b T b N b b N D/>"D,1> "T‘V"A a N N N N N N ' "A.'VA,
.A'/_‘.A" A A ’ : A .A .A A / .A A ’ A A A A ’ .A A A A A A A .A ’ A A .A_ / /
N N
B
NOTES: SECTION /\
SECTION m
1. THE DESIGNED TANK DIMENSIONS AND SUPPORT LEG LOCATIONS ARE C-008
BASED ON CONVAULT. ACTUAL SLAB DIMENSIONS SHALL BE SIZED BASED C-008
ON THE APPROVED TANK DIMENSIONS AND SUPPORT LEG LOCATIONS.
2. THE TANK NIPPLE ARRANGEMENT IS BASED ON CONVAULT TANKS.
ACTUAL TANK NIPPLE ARRANGEMENT SHALL BE DESIGNED AS NECESSARY
BASED ON THE APPROVED TANK MANUFACTURER.
MOTOR FUEL ABOVEGROUND STORAGE TANK DETAIL
3.  ALL CONDUITS SHALL BE PROVIDED WITH EXPLOSION PROOF FITTINGS
AND SEALED AS REQUIRED IN ACCORDANCE WITH NFPA 70.
DESIGNER/DRAFTER: SIGNATURE/ PROJECT TITLE: TOWN: PROJECT NO.
i prosmon e ST JAB WATERBURY 174-388
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VENT TUBE
CORD GRIP

WATERTIGHT
JUNCTION BOX

S "EY" EXPLOSION
PROOF FITTING

3," RIGID
STEEL CONDUIT

RISER PIPE CAP

| ADJUSTABLE
LEAD CABLE

[ ——— 4" pvC PIPE RISER

HYDROSTATIC SENSOR
‘? ANNULAR SPACE

FITTING
— =

DOUBLE-WALL TANK

—

HYDROSTATIC SENSOR DETAIL
NOT TO SCALE

36" dia MANHOLE FOR
INLET PIPE, PUMP OUT
RISER WITH SPILL
CONTAINER, AND

IN-TANK PROBE RISER
@ TANK FITTING (TYP) —._|
18" dia MANHOLE FOR

OUTLET PIPE N

1000 GALLON DOUBLE
WALL OIL-WATER o

2" TANK VENT

SEPARATOR

36" dia MANHOLE FOR
29" OVAL MANWAY

& HYDROSTATIC SENSOR

4" dia NPT IN-TANK — |
PROBE FITTING

CONCRETE APRON 7

- —

C-010

S ——

CORD GRIP

WATERTIGHT
JUNCTION BOX

MONITOR PROBE
CAP AND ADAPTOR

"EY" EXPLOSION
PROOF FITTING

ADJUSTABLE
LEAD CABLE

4" PVC PIPE RISER

3," RIGID
STEEL CONDUIT

DOUBLE-WALL TANK

IN-TANK PROBE
PRODUCT LEVEL FLOAT

HWATER LEVEL FLOAT

8" dia HANDHOLE FOR -
4" PVC SLOTTED SNIFF
TUBE (2 REQ'D PER TANK
(2 REQ ) OIL-WATER SEPARATOR PLAN VIEW IN-TANK PROBE DETAIL
SCALE: %" = 1'-0" NOT TO SCALE
o 4" PUMP-OUT RISER WITH
36" dia MANHOLE FRAME AND COVER 2" ADAPTER AND CAP © 2" GALV STEEL RISER WITH VENT CAP SUPPORTED ON 3" GALV STEEL
29" OVAL MANWAY 5 GALLON, BELOW GRADE SPILL POLE FASTENED BY STRUT CHANNEL. TERMINATE 3'ABOVE BUILDING
18" dia MANHOLE FRAME AND COVER CONTAINMENT BUCKET WITH DRAIN HEIGHT. REFER TO DRAWING NO. C-007 FOR VENT RISER LOCATION
HYDROSTATIC SENSOR RISER VALVE FOR PUMP-OUT PIPE J pyc (TYPICAL 3 RISERS)
42" dia TURBINE ENCLOSURE WITH Topx ¢ 42" dia TURBINE ENCLOSURE WITH TOP ADAPTOR [—12" 48" WIDE 12'7 6 dia FEMALE gl?uugu(%m
; ) RAISED AREA
10 2" 2a ESTAB'-IST'['JEE 3/," HIGH 8" HANDHOLE
SRR %:} = /ij  §5| - IJ o s s 10" x 12" x 18" CONCRETE PAD i J = oowowiz %(é(\%cépfg'l\'%OQl\%E%GRAVEL
oy leioNbiey C/)WO}\J/({JC%O> OO0 5O 7o éo/(o)‘éc Boos /5 5 ¢ e e % O s ejesiuie —
#6@12° EWTSE REINEORCEMENT v %%@Ogg%%ooso AR s %fgﬂé%og%@)@gg%”%%%é%%% %%é%é%% %%é% (TYPICAL EACH VENT PIPE) 9 X H@O% 6" x 2" TEE FOR 2" VENT (TYP
QoD SO)OR R OCLNX 3SR L5 % e =0 D0 D e
FOR CONCRETERTSLQE %@&%ﬁ%b@@\g 5 ) Ll JEROSERA T INLET PIPE, F.L. 6" PVC IN 27 zOF;vIcNLEsT_koyr[éDOng\JLIEP
- IV Sl O LS ¥ o} D7~ 3 O " . / n
58 P84 % > 4" dia NPT SPARE LOCATED IN PVC VENT PIPE TUBE (2( pLACES))
OUTLET PIPE, F.L. 6" PVC OUT = e 0 FRONT OF INLET RISER PELOW GRADE ' DEFLECTOR PLATES REQUIRED
C(,)ALESCER PACKS ERASEA ggéo 3 BRINE FILLED ANNULAR SPACE FLEXIBLE CONNECTOR UNDER ALL OPENINGS
e P (e AL ver P s ST S
SOASORRORE O \\\\*%\\\\\\\\\\\ oI FACTORY INSTALLED SLOTTED  PIPE DRAWING NO. C-007 FOR CORRECT 3350 PROVIDE ANCHOR STRAPS PER |
SR A NI NN | %%g%%%%g%%g%g%% INLET & OUTLET ORIENTATIONS. 3 MANUFACTURERS RECOMMENDATIONS.
LA S S S P R A R O ) O S0 O Q
38800000 88&00@885000@88&0 AT S ORISR HOEE 500 2" VENT PIPE WITH SN 4 ADDITIONAL #4 T&B @ ANCHOR
. O % O% SAANATT A 053101010/ 4010/,510/: 290103 % e
DEFLECTOR F%?ﬁ%%%@g%%%%%%@%% S mim=tuts OISR FLEXIBLE CONNECTOR {05 i r s weaiatieg U kecsniiimpiees)
“TUNDER ALL OPENINGS 32 S #4 @ 12" EWT&B REINFORCEMENT SRR Rase R ENIFF TUBE ANCHORAGE "
KRLO FOR CONCRETE SLAB SR BEIRRGIRE ] THROUGH SLAB (2 PLACES)
= S ; OB NSO NS 50 y
e o s DB TTBON \ (|95~ ll- 4 ADDITIONAL #4 T&B @ ANCHOR ORI ORI05, SNIFF TUBE TO BEF HELD IN
B SR SRR bR \ 5104 @ NUtVEN N PLACE WHILE BACKFILLING
FILTER FABRIC = o Co0eatlas s 0las L \ T o?%% @l LOCATIONS TYPICAL 2 PLACES. S b i O oY TS -
(TYP) )300 %%OOOQ%%OOOQ%%OOO %ngo R R PSR PRS0 By T 20D T o B0 ™ 20~ X003 gogo%oC 208 |loorsar oo oy %?E TYP 5 0%398 %05 FILTER FABRIC
L0 G000 (XIOL0 (NIOL IR 00 isn (XIOLRR (XL ()30 Esn ()40 é)ooo(lzﬁ%g 3O CSES GRS SS § @ 24" \32 SM )6 QO T L (TYP)
NS Ao s P A0SR QSRR e A0S PSR 1 2" (0 PP OR A O d vp 2 SR O IS
TR R R R e L R TRl R S 0 R LR IR | RSSO neR I I i FIRFX COEISPRAL
= %%Q%Ogog * “‘.‘4‘.;.,4.. 4.‘@4. “.‘4‘I‘q..‘,q.A“a..“‘4.““4‘..“4...‘_,4..“‘4.‘;.‘4‘-/;.,4..):/4({‘4.‘“.‘4““.‘...‘.,..;_‘..‘ :“4“ Co) %@66@%%6% = = k/é)uu \%/5)5)5 '_."D‘.‘ .b‘. b‘b..b.. ..» b‘.. .b‘.b... g)OOé)g)é) %)OOO =
LU OOOOU].Z“ A-:. " Iy y Iy N - S T z N S y T — I‘.«—"DOO OoQO L *H‘ OOOOOOOO ‘-..'."u‘ s s s = " — RE 26 OOOOO& —
=R SRS SUSFEISENEECEINGE IR RSN ISEEDGRPRENGE KN =45 55 Fsb =] [EINO SN = e A RO 90e00 ST
E(IE== ST NIRRT JIRNRINORING | |l S1-eo=r === =T ok kit PSSR ke 1 MEE
SECTION m SECTION m
NOT TO SCALE \C-010 NOT TO SCALE \ C-010
NOTES:
1000 GALLON DOUBLE WALL OIL-WATER SEPARATOR DETAIL
1. THE DESIGNED TANK DIMENSIONS ARE BASED ON CONTAINMENT SOLUTIONS. ACTUAL

PAD DIMENSIONS SHALL BE SIZED BASED ON THE APPROVED TANK DIMENSIONS.
THE MANHOLE ARRANGEMENT IS BASED ON CONTAINMENT SOLUTIONS TANKS. ACTUAL
MANHOLE ARRANGEMENT SHALL BE REDESIGNED AS NECESSARY BASED ON THE
APPROVED TANK MANUFACTURER.

ALL CONDUITS SHALL BE PROVIDED WITH EXPLOSIONPROOF FITTINGS AND SEALED
AS REQUIRED IN ACCORDANCE WITH NFPA 70.

ALLOW SLACK AT TANK IN ALL PIPING FOR SETTLING OF TANK.

NOT TO SCALE
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JAB

THE INFORMATION, INCLUDING ESTIMATED
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STAINLESS STEEL FRAME

MOTOR FUEL DISPENSER

MANUFACTURER'S DISPENSER
PEDESTAL WITH SHEAR VALVE
MOUNTING BRACKET

6" CONCRETE PAD WITH
6X6-W1.4/W1.4 WITH
2" COVER

N
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#5 DOWELS @24" o.c. MAX.

DRILL AND EPOXY GROUT
4" INTO CONCRETE APRON

ALL AROUND WITH 4" VERTICAL

EMBEDMENT INTO CONCRETE
APRON AND 12" INTO BEND

PAD AND APRON DETAILm

DISPENSER
C-003/.C-008
8°4" OUTSIDE DIAMETER
SCHEDULE 80 GALVANIZED
A STEEL PIPE FILLED
| W/ CONCRETE
| YELLOW POLYETHYLENE
_ | / BOLLARD COVER
o
N | FINISHED GRADE
| L ///!
\I\ . l‘, [;‘ \I\
| RO |
© ["\ PIPE TO BE FILLED
« b WITH CONCRETE
3" MIN ‘ ,b‘\\
S POURED CONCRETE
8" TYP
~24"
PIPE BOLLARD

INSTALLATION DETAIL

54"
FMU CONCRETE PAD -
FMU | 4 )
TYPICAL CONDUIT 6" (TYP) | 9
ARRANGEMENT
o o 6"
o O O o
f v | 1] 1 |
12" ) e e ]
N i 35N
| L ke
FUEL MANAGEMENT UNIT (FMU)
SETTING DETAIL 4" TYP
+12"+
NOTES:
STEEL BOLLARD DETAIL
1. FMU SHALL BE SECURED TO CONCRETE WITH STAINLESS
STEEL HARDWARE. SEAL BASE OF FMU TO CONCRETE WITH
SILICONE TO FORM A WATERTIGHT SEAL.
6" CONCRETE PAD WITH
STAINLESS STEEL FRAME 6X6-W1.4/W1.4 WITH
2" COVER
( 5 /REINFORCED CONCRETE APRON
s | H—
- ; - — Ay 6" COMPACTED GRANULAR FILL
00 PRI SOOI SR, = R IOTY A IO 2
== =lil=lil= ===l RN
Sl I ] N ] Tl .
] DRILL AND EPOXY GROUT
#5 DOWELS @18" o.c. MAX. 4" INTO CONCRETE APRON < % N
ALL AROUND WITH 4" VERTICAL
EMBEDMENT INTO CONCRETE

APRON AND 12" INTO BEND

SLAB EXPANSION JOINT

C-011
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REMOVE EXISTING BREECHING AND

BAROMETRIC DAMPER, PATCH HOLE REMOVE EXISTING BREECHING
IN CHIMNEY TO MATCH EXISTING AND BAROMETRIC DAMPER
CONDITIONS
EXISTING SHUT-OFF VALVES,
EXISTING WATER SERVICE CIRCULATING PUMP, DRAIN
’ ’ RETURN PIPING TO REMAIN TANK, ASSOCIATED PIPING, AND
EXPANSION TANK, AND ALL ACCESSORIES (T (TYP 2) VALVES '
AND SPECIALTIES, REFER TO BOILER
DEMOLITION DIAGRAM ON THIS DRAWIN I S N
OLITIO G © S G CUT AND CAP EXISTING HOT ¥//
EXISTING BOILER ON/OFF OUTSIDE 3 WATER SUPPLY PIPING I
AIR TEMP CONTROL TO REMAIN \ REMOVE EXISTING HOT WATER
SUPPLY PIPING R
LOCATION OF SLAB INFILL UPON / ) ~—
REMOVAL OF FUEL OIL PIPING, CUT AND CAP EXISTING HOT oY
REFER TO DRAWING NO. D-002 WATER RETURN PIPING I REMOVE EXISTING BOILER,
FOR REMOVAL OF FUEL OIL PIPING \O BURNER, CONTROLS, AND ALL
t, REMOVE EXISTING HOT WATER ACCESSORIES AND SPECIALTIES
EXISTING WATER HEATER TO REMAIN RETURN PIPING
 —»
EXISTING FLOOR DRAIN [ A— REMOVE EXISTING BOILER \
EXISTING AIR COMPRESSOR SKID MOUNTS (TYP)
EXISTING BOILER DEMOLITION DIAGRAM
NOT TO SCALE
BALL VALVE
MECHANICAL ROOM DEMOLITION PLAN 14" i.d. BREECHING, TERMINATE (TYP 2)
SCALE: 14" = 1'-0" AT EXISTING MASONRY CHIMNEY
METER SET INSTALLED BY CONNECTICUT NTgl
NATURAL GAS, REFER TO THIS DRAWING ATR VENT W/
FOR GAS PIPING RISER DIAGRAM EXISTING SHUT-OFF VALVES, 2 BALL VALVE

CIRCULATING PUMP, DRAIN

14" i.d. BREECHING, CONNECT VALVES, AND HOT WATER 7 -

TO EXISTING MASONRY CHIMNEY - RETURN PIPING (TYP 2) < 34 GALLON (ACCEPTANCE VOLUME)
 ’/ \ DIAPHRAGM-TYPE EXPANSION TANK,

EXISTING WATER SERVICE 1 FLOOR MOUNTED

BOILER

(_{

CONNECT HOT WATER ——— ]

EXISTING BOILER ON/OFF OUTSIDE RETURN PIPING TO
AIR TEMP CONTROL EXISTING HOT WATER
RETURN PIPING

LOCATION OF SLAB INFILL
M O UALVE p S RELLEF CONNECT HOT WATER SUPPLY
, PIPING TO EXISTING HOT

EXISTING WATER HEATER OPEN PIPE TO 4" ABOVE WATER SUPPLY PIPING

s FINISHED FLOOR
EXISTING FLOOR DRAIN

//’/' 6" THICK CONCRETE PAD BURNER
EXISTING AIR COMPRESSOR SIZED 4" LARGER ON EACH

L

SIDE THAN THE BOILER BASE BOILER
/L BOILER INSTALLATION DIAGRAM
NOT TO SCALE
MECHANICAL ROOM FLOOR PLAN PROVIDE WALL SLEEVE, REFER
SCALE: 14" = 1'-0" TO DETAIL ON THIS SHEET oG \
Lzl/" EXISTING CEILING JOISTS
EXISTING BUILDING WALL 2
\ CAPPED TEE FOR FUTURE
R b2t 1" GAS PIPING TO WATER
N LINE PRESSURE HEATER
REGULATOR O SHUTOFF VALVE (TYP)
WALL GAS PIPING DRIP TAP (TYP)
|
o ks e oo v
| : METER SET (BY CONNECTICUT G‘|(B|‘
= NATURAL GAS) 21/
****** ? 8% CONCRETE BASE, SIZED (
: IN ACCORDANCE WITH > HOH [+
| ' — CONNECTICUT NATURAL 0=
. SLEEVE SEAL SYSTEM GAS REQUIREMENTS —-=
WALL SLEEVE 2" LARGER , : NOTES:
THAN SERVICE PIPE o.d. — — ~__ '
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EXISTING GENERATOR TO REMAIN\

CUT EXISTING PVC CONDUIT AT
GRADE, FILL WITH GROUT AND
ABANDON (TYP 2)

REMOVE EXISTING ABOVEGROUND

AND UNDERGROUND DIESEL FUEL

PIPING TO EXISTING GENERATOR

REMOVE EXISTING 275 GALLON

DIESEL FUEL AST AND ACCESSORIES

EXISTING FIRE ALARM ——— |~

AND LIGHT SWITCH

EXISTING LOUVER AND

DAMPER (TYP) \ e
/

/
/)

EXISTING GENERATOR /i
ELECTRICAL PANEL 4/
EXISTING ELECTRICAL
PANEL

ﬁzr

/b

GENERATOR ROOM DEMOLITION PLAN

SCALE: 1," = 1'-0"

EXISTING GENERATOR

4" THICK CONCRETE PAD SIZED 4" LARGER

ON EACH SIDE THAN

INSTALL DOUBLE-TAPPED BUSHING AT TANK
WITH 15" COPPER FUEL SUPPLY. AND RETURN
LINES TO EXISTING GENERATOR (TYP 2)

240 GALLON GENERATOR DIESEL
DOUBLE WALL AST (5'-8" L X 2'-9" W
X 3'-1" H) PROVIDE 2" MECHANICAL

LEVEL GAUGE

4" OPENING FOR
IN-TANK PROBE

EXISTING FIRE ALARM
AND LIGHT SWITCH

AST BASE, W.W.R. 4X4

\

EXISTING LOUVER AND

DAMPER (TYP)
2" TANK FILL

2" TANK VENT
THRU ROOF

EXISTING GENERATOR
ELECTRICAL PANEL

EXISTING ELECTRICAL
PANEL
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EXISTING 4000 GALLON FUEL OIL
UNDERGROUND TANK BEING REMOVED.
DISCONNECT AND REMOVE SENSOR
WIRING BACK TO SOURCE.

S

— REMOVE EXISTING OIL BURNER SAFETY SWITCH, CONDUIT
i AND SUPPORT TO FIRST JUNCTION BOX. EXISTING OIL GENERAL NOTES:
\ BURNER SHUTOFF TO BE REUSED FOR NEW GAS BURNER. '
CONDUCTORS AND CONDUIT SHALL BE EXTENDED AS 1. ALL 20-AMP BRANCH CIRCUITS EXCEEDING 100 FEET IN LENGTH
REQUIRED. COORDINATE WITH MECHANICAL PLANS AND SHALL BE #10 AWG. WIRING SIZE SHALL BE ADJUSTED AS
[ SPECIFICATIONS. NECESSARY TO REFLECT VOLTAGE DROP IN ACCORDANCE WITH THE

NEC CONDUCTORS SIZING REQUIREMENTS.
| EXISTING PANEL PP1 TO REMAIN

. EXISTING PANEL PP2 TO REMAIN 2. ALL POWER CONDUCTORS INSTALLED IN THE BUILDING AT FLOOR
M —_ EXISTING MAIN DISCONNECT TO REMAIN LEVEL UP TO AND INCLUDING THE UNIFORMED HEIGHT OF 10 FEET

Jl

[N

J

FUEL OIL SENSOR UNDERGROUND
CONDUIT TO BE ABANDONED INPLACE.
SEE DWG. D-003 FOR OTHER UTILITIES
IN THE AREA.

ABOVE FINISHED FLOOR SHALL BE INSTALLED IN RIGID GALVANIZED
% STEEL CONDUIT (RGSC). CONDUCTORS EXTENDING BEYOND THE 10

FOOT HEIGHT MAY BE ELECTRICAL METALLIC TUBING (EMT).

= 3. INSTALL ONE (1) EXPLOSION PROOF FITTING FOR EACH CONDUIT
ROUTED FROM THE FUEL MANAGEMENT UNIT (FMU) TO THE BUILDING.
INSTALL ONE (1) EXPLOSION PROOF FITTING FOR EACH CONDUIT

—r . e O ———————~ PENETRATING THE BUILDING.

\\ 4, THE CONTRACTOR SHALL INSTALL FIRESTOP AROUND ALL ELECTRICAL

CONDUIT PENETRATIONS THROUGH FIRE RATED WALLS.
EXISTING EXTERIOR WIREWAY

TO BE REMOVED EXISTING FUEL PUMP CONTROLS

IN THIS AREA. SEE DRAWING 5. THE CONTRACTOR SHALL PROVIDE SUPPORT OF SERVICE MOUNTED
DM03 FOR REMOVAL AND NEW POWER AND COMMUNICATION RACEWAYS AND CABLES PER NEC
WORK. ARTICLES 300.11 AND 300.19 APPROVED METHODS.

6. THE CONTACTOR SHALL COORDINATE ANY INTERRUPTIONS TO THE
SERVICE WITH THE ENGINEER.
A S D Oy o Ay 7. SHIELDED CABLE 4-CONDUCTOR, #24 AWG. COMMUNICATIONS CABLE
SHALL BE RATED FOR OUTDOOR/UNDERGROUND INSTALLATION.

8. ALL CONDUCTORS SHALL BE STRANDED COPPER TYPE THWN-2.

9. MOUNT CONTACTOR ENCLOSURE AND DISCONNECT SWITCH 48" ABOVE
FINISHED FLOOR MEASURED TO THE TOP OF THE ENCLOSURE.

10. PROVIDE EMERGENCY STOP SWITCH MUSHROOM-TYPE PUSH BUTTON
STATION, ILLUMINATED WITH POLYCARBONATE GUARD. EMERGENCY
STOP SWITCH TO TRIP THE CONTACTOR. PROVIDE NAMEPLATE: "FUEL
ISLAND EMERGENCY POWER OFF". IN ACCORDANCE WITH
DISCONNECT AND REMOVE MANUFACTURER'S RECOMMENDATIONS, APPROXIMATELY 42" ABOVE
EXISTING LIGHT FIXTURE GRADE. SHUNT TRIP MUSHROOM HEAD PUSH BUTTON SHALL BE
SIEMENS CATALOG NO. 52PR5GRAB OR APPROVED EQUAL. SEE
O DRAWING ELE10.

] )
6 11. INSTALL 10-FEET UNISTRUT MAST AND ATTACH MAST FIRMLY TO
CONCRETE BARRIER. MOUNT 3/4" RGSC TO UNISTRUT MAST AND
REMOVE EXISTING INSTALL TWIN FLOODLIGHT WITH PHOTOCELL. FLOOD LIGHT SHALL BE
EMU O \ O ORIENTED IN THE DIRECTION OF THE DISPENSER AND FMU.

EXISTING UNDERGROUND FUEL TANKS AND
FUEL ISLAND. DISCONNECT AND REMOVE
EXISTING CONDUIT, CONDUCTORS, FITTINGS
DISCONNECT DIESEL FUEL DISPENSER FROM FUEL PUMPS, TMS, AND LIGHT FIXTURE.

DISCONNECT UNLEADED FUEL DISPENSER

DEMOLITION NOTES:

1. THE CONTRACTOR SHALL SALVAGE ITEMS BELONGING TO CT-DOT
INCLUDING BUT NOT LIMITED TO EMERGENCY PUSH BUTTON,
CONTACTOR AND ENCLOSURE, DISCONNECT SWITCH, CONTROL RELAY
AND ENCLOSURE, AND GROUND ROD.

2. THE CONTRACTOR SHALL RESTORE ALL PENETRATIONS TO THE
BUILDING MADE DURING TEMPORARY WORK WITH SUITABLE
MASONRY REPAIR MATERIALS. FIRE RATING OF WALLS SHALL BE
MAINTAINED AFTER REPAIR. COLOR OF REPAIR TO MATCH EXISTING
BUILDING COLOR SCHEME.

3. EXISTING CALL-PROCESSOR TO BE REMOVED AND SALVAGED BY THE
CT-DOT INFORMATION SYSTEMS DEPARTMENT.
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REMOVE EXISTING FMU AND RELOCATE TO ABOVE

GROUND TEMPORARY DIESEL FUEL TANK

REMOVE UNDERGROUND CONDUIT, FITTINGS
AND CONDUCTORS BACK TO SOURCE.

REMOVE EXTERIOR WIREWAY AND
ASSOCIATED FITTINGS AND
SUPPORTS | ] |

CONNECTICUT
S e —
EXISTING FUEL DISPENSERS (TYP OF 4)

EXISTING UNDERGROUND FUEL TANKS
AND FUEL ISLAND. DISCONNECT AND -
REMOVE EXISTING CONDUIT, FITTINGS,
CONDUCTORS FROM FUEL PUMPS, TMS,

AND 2 LIGHT FIXTURES

REMOVE EXISTING OIL-WATER
SEPARATOR CONDUIT, FFFFINGS AND
CONDUCTORS BACK TO SOURCE —

DISCONNECT CONDUITS AND
CONDUCTORS FROM UNLEADED AND
DIESEL UNDERGROUND STORAGE —
TANKS TO ALLOW REMOVAL. REMOVE
CONDUCTORS BACK TO SOURCE AND
ABANDON CONDUIT IN PLACE.

| I N

EXISTING TMS AND ACCESSORIES. SEE S
DRAWING DM04 FOR REMOVAL AND
NEW WORK IN THIS AREA (TYP).

EXISTING ELECTRIC PANELS AND
CONTROL DEVICES S

EXISTING TELEPHONE/COMMUNICATION
BOARD LOCATION

PROVIDE TEMPORARY COMMUNICATION LINE FROM N

TEMPORARY FMU TO COMMUNICATIONS BOARD —

FOR CONNECTION TO DATA PANEL. EXISTING = o
DIESEL ABOVE GROUND STORAGE TANK IN ~

GENERATOR ROOM. j

o dr v
| O-1T-——=5 = ¥ DIESEL FUEL DISPENSER
COORDINATE FINAL LOCATION INSTALL FLOODLIGHT MOUNTED ON STEEL
| WITH CIVIL PLANS CHANNEL MAST. SEE GENERAL NOTE 11.
|
[ 1 \ T INSTALL RELOCATED FMU
’7APPROXIMATE LOCATION OF EXISTING
TRUCK HEATER PANEL
| INSTALL SHUNT TRIP MUSHROOM HEAD
PUSH BUTTON. SEE NOTE 10. Fj ]
[
/ \‘w‘ || |
S I | INSTALL 3/4"x 10' COPPER CLAD GROUND
X | \‘ ROD AND CONNECT #8 INSULATED
. I o N GROUND CONDUCTOR TO TANK

¥ #8 INSULATED GROUND CONDUCTOR TO
‘ TANK AND THE METAL STRUCTURE OF
THE BUILDING

12"X 12"X 6" NEMA-4X CONTROL BOX, SERVICE
DISCONNECT, AND 8'X 8'X 4" NEMA-4X PUMP CONTROL
BOX. SEE TEMPORARY FUEL DISPENSER DIAGRAM
DRAWING ELES FOR WIRING DETAIL.

GENERAL NOTES:

1.

10.

11.

ALL 20-AMP BRANCH CIRCUITS EXCEEDING 100 FEET IN LENGTH SHALL
BE #10 AWG. WIRING SIZE SHALL BE ADJUSTED AS NECESSARY TO
REFLECT VOLTAGE DROP IN ACCORDANCE WITH THE NEC CONDUCTORS
SIZING REQUIREMENTS.

ALL POWER CONDUCTORS INSTALLED IN THE BUILDING AT FLOOR
LEVEL UP TO AND INCLUDING THE UNIFORMED HEIGHT OF 10 FEET
ABOVE FINISHED FLOOR SHALL BE INSTALLED IN RIGID GALVANIZED
STEEL CONDUIT (RGSC). CONDUCTORS EXTENDING BEYOND THE 10
FOOT HEIGHT MAY BE ELECTRICAL METALLIC TUBING (EMT).

INSTALL ONE (1) EXPLOSION PROOF FITTING FOR EACH CONDUIT
ROUTED FROM THE FUEL MANAGEMENT UNIT (FMU) TO THE BUILDING.
INSTALL ONE (1) EXPLOSION PROOF FITTING FOR EACH CONDUIT
PENETRATING THE BUILDING.

THE CONTRACTOR SHALL INSTALL FIRESTOP AROUND ALL ELECTRICAL
CONDUIT PENETRATIONS THROUGH FIRE RATED WALLS.

THE CONTRACTOR SHALL PROVIDE SUPPORT OF SERVICE MOUNTED
POWER AND COMMUNICATION RACEWAYS AND CABLES PER NEC
ARTICLES 300.11 AND 300.19 APPROVED METHODS.

THE CONTACTOR SHALL COORDINATE ANY INTERRUPTIONS TO THE
SERVICE WITH THE ENGINEER.

SHIELDED CABLE 4-CONDUCTOR, #24 AWG. COMMUNICATIONS CABLE
SHALL BE RATED FOR OUTDOOR/UNDERGROUND INSTALLATION.

ALL CONDUCTORS SHALL BE STRANDED COPPER TYPE THWN-2.

MOUNT CONTACTOR ENCLOSURE AND DISCONNECT SWITCH 48" ABOVE
FINISHED FLOOR MEASURED TO THE TOP OF THE ENCLOSURE.

PROVIDE EMERGENCY STOP SWITCH MUSHROOM-TYPE PUSH BUTTON
STATION, ILLUMINATED WITH POLYCARBONATE GUARD. EMERGENCY STOP
SWITCH TO TRIP THE CONTACTOR. PROVIDE NAMEPLATE: "FUEL ISLAND
EMERGENCY POWER OFF". IN ACCORDANCE WITH MANUFACTURER'S
RECOMMENDATIONS, APPROXIMATELY 42" ABOVE GRADE. SHUNT TRIP
MUSHROOM HEAD PUSH BUTTON SHALL BE SIEMENS CATALOG NO.
52PR8BGRAB OR APPROVED EQUAL. SEE DRAWING E-005.

INSTALL 10-FEET UNISTRUT MAST AND ATTACH MAST FIRMLY TO
CONCRETE BARRIER. MOUNT 3/4" RGSC TO UNISTRUT MAST AND
INSTALL TWIN FLOODLIGHT WITH PHOTOCELL. FLOOD LIGHT SHALL BE
ORIENTED IN THE DIRECTION OF THE DISPENSER AND FMU.

DEMOLITION NOTES:

1.

THE CONTRACTOR SHALL REMOVE ALL TEMPORARY CONDUIT,
CONDUCTORS, SUPPORTS, AND FITTINGS INSTALLED FOR TEMPORARY
DIESEL FUEL TANK AND RELATED EQUIPMENT. EXTERIOR TEMPORARY
CONDUIT, CONDUCTORS, SUPPORTS, AND FITTINGS ABOVE GRADE SHALL
BE DISPOSED OF PROPERLY. INTERIOR AND BELOW GRADE CONDUIT,
SUPPORTS, AND FITTINGS SHALL BE ABANDONED IN PLACE.

THE CONTRACTOR SHALL SALVAGE ITEMS BELONGING TO CT-DOT
INCLUDING BUT NOT LIMITED TO EMERGENCY PUSH BUTTON,
CONTACTOR AND ENCLOSURE, DISCONNECT SWITCH, CONTROL RELAY
AND ENCLOSURE, AND GROUND ROD.

THE CONTRACTOR SHALL RESTORE ALL PENETRATIONS TO THE
BUILDING MADE DURING TEMPORARY WORK WITH SUITABLE MASONRY
REPAIR MATERIALS. FIRE RATING OF WALLS SHALL BE MAINTAINED
AFTER REPAIR. COLOR OF REPAIR TO MATCH EXISTING BUILDING
COLOR SCHEME.

EXISTING CALL-PROCESSOR TO BE REMOVED AND SALVAGED BY THE
CT-DOT INFORMATION SYSTEMS DEPARTMENT.

CIRCUIT BREAKERS INSTALLED FOR TEMPORARY WORK SHALL REMAIN
AS SPARES. MODIFY PANELBOARD DIRECTORY TO UPDATE PANELBOARD
SCHEDULE.

THE INFORMATION, INCLUDING ESTIMATED

QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED

INVESTIGATIONS BY THE STATE AND IS

IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES

OF WORK WHICH WILL BE REQUIRED.
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REMOVE CONDUIT AND CONDUCTORS
TO ABOVE SUSPENDED CEILING AND
TERMINATE IN JUNCTION BOX

FOR REUSE

REMOVE PUMP STATION ALARM

REMOVE OVER FLOW LV TRANSFORMER

T

REMOVE DIESEL AND UNLEADED FUEL
DISPENSER DISCONNECT SWITCHES

REMOVE WIREWAY, CONDUCTORS, FITTINGS,
SUPPORTS, ACCESSORIES, ETC.

—

REMOVE CONDUIT AND CONDUCTORS TO
ABOVE SUSPENDED CEILING AND
TERMINATE IN JUNCTION BOX FOR REUSE

REMOVE LV CONDUIT, FITTINGS AND
SUPPORTS

NNLL L LT

G
‘ (
|
b

ﬁEXISTING TMS TO REMAIN

REMOVE CONDUIT,
CONDUCTORS, FITTING,
SUPPORTS, ETC. (TYP)
SEE NOTE 1

¥REMOVE EXISTING LV
BOX AND INTRINSICALLY
SAFE CIRCUITS BACK TO
SOURCE SEE NOTE 1

72

REMOVE LV CONDUCTOR TO ABOVE
SUSPENDED CEILING AND

TERMINATE FOR REUSE

WEST WALL OFFICE

- REMOVALS

DMO3

1
N

NOT TO SCALE

NOTE:

PROVIDE TMS POWER T\

DISPENSER SAFETY SWITCHES —

DIESEL DISPENSER, UNLEADED
DISPENSER, AND FUEL ISLAND
LIGHT TOGGLE SWITCHES (TYP)

TO NEW DP1 PANEL MOUNTED/

ON ADJACENT WALL

INSTALL LINK SUBMERSIBLE PUMP CONTROL
VEEDER-ROOT 880-047 OR EQUAL FOR DIESEL

AND UNLEADED FUEL PUMPS

\\s /
] ] SEE NOTE 1
\ DIESEL| |UNLEADED -
- SN A <
N O 0 0 LV AND IS CIRCUITS
- | T .

/ EXISTING TMS

_~— PROVIDE COM JACK FROM

- +——LV TRANSFORMER

TMS FOR CONNECTION TO
A FMU COMMUNICATIONS
CABLE

PROVIDE BARRIER
BETWEEN CIRCUITS

72

1. EXISTING OIL-WATER SEPERATOR TANK, CONDUIT AND PROBE WIRING
TO REMAIN IN SERVICE. MAINTAIN EXISTING CONDUIT, JUNCTION BOX
AND FITTINGS OR PROVIDE NEW TO KEEP IN OPERATION OIL-WATER
PROBE CIRCUIT TO THE EXISTING TMS. PROVIDE CONDUIT AND WIRING
TO EXTEND EXISTING OIL-WATER PROBE CIRCUIT TO NEW JUNCTION

BOX OR WIREWAY.

WEST WALL OFFICE

- NEW WORK

DMO3

2
N
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|
T et
| I
o
REMOVE TMS, CONDUIT,

CONDUCTORS, FITTINGS,
ETC.

REMOVE CONDUIT, CONDUCTORS,
FITTINGS, ETC. BACK TO SOURCE \

(TYP)

I
I
I
I
I
I
I
L

I
I
I
| \
TIs
REMOVE RELAYS
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PANEL
'BUILDING PANEL 'G'
PANEL'

EXISTING 'BUILDING PANEL'/

TO REMAIN

RELOCATE PANEL 'G'

TO REMAIN

/ EXISTING WIREWAY
=]

1 SOUTH WALL ELECTRIC CLOSET - REMOVALS

L

INSTALL LINK SUBMERSIBLE
OR EQUAL

PUMP
CONTROL VEEDER-ROOT 880-047 X

PROVIDE DIESEL AND UNLEADED
DISPENSER SAFETY SWITCHES

NOT TO SCALE

// //

el

DIESEL| |UNLEADED
\\ NN

|=Lr,

PANEL
'BUILDING
PANEL'

PANEL 'G' ||

PANEL 'DP1'

2 SOUTH WALL ELECTRIC CLOSET

PROVIDE CONDUIT AND CONDUCTORS
TO SHUNT-TRIP PUSH-BUTTONS

PROVIDE 4"X4"X24"
NEMA-1 WIREWAY

NEW PANEL DP1

RELOCATED AND MODIFIED PANEL 'G'.
/

TAG UNUSED CIRCUIT BREAKERS AS
SPARES AND UPDATE DIRECTORY.

- NEW WORK

DMO4,/ NOT

TO SCALE

LINE VOLTAGE WIRING, CONDUIT SIZE

AND CONDUCTORS AS REQUIRED.

DIESEL DISPENSER, UNLEADED DISPENSER,

AND ISLAND LIGHTING TOGGLE SWITCHES

PROVIDE EMERGENCY SHUNT-TRIP
PUSH-BUTTON x

N

D)

e[ ¢

() | o)

L]
O O
[

D}
D)

:

e[ G

=

NN

NN

B Y 7.3\

3 SOUTH WALL OFFICE

A

TO ELECTRIC CLOSET (TYP)

PROVIDE CONDUIT AND CONDUCTORS
FOR LOW VOLTAGE AND INTRINSICALLY
SAFE CIRCUITS

PROVIDE COM JACK FROM TMS FOR
CONNECTION TO FMU COMMUNICATION
CABLE.

PROVIDE TMS-3000, CONDUIT, WIRING PER

CONSTRUCTION DOCUMENTS AND
MANUFACTURERS RECOMMENDATIONS.

PROVIDE BARRIER BETWEEN LOW VOLTAGE
AND INTRINSICALLY AND POWER CIRCUITS

PROVIDE 4"x4"x36" NEMA-1 WIREWAY.

COORDINATE FINAL LOCATION WITH OWNER.

- NEW WORK

S
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EXISTING TELEPHONE/COMMUNICATIONS
BOARD IN THIS ROOM

Jl

|| N

N

EXISTING PANEL PP1
/

| EXISTING PANEL PP2

NEW PANEL DP1

-«

J~

2| 24— e e 2 2 2 e 2 e ;e i

EXISTING UNDERGROUND
CONDUIT TO OIL-WATER
SEPERATOR TO REMAIN

\REMOVE EXISTING OVERFILL ALARM LIGHT AND HORN

MOUNTED 8'AFG WITH ACKNOWLEDGE UNIT.
SEE DETAIL THIS DRAWING.

INSTALL SHUNT-TRIP MUSHROOM HEAD
PUSH BUTTON. SEE DETAIL THIS DRAWING.

INSTALL EMERGENCY PHONE RED ALERT
MODEL NO. 393-AL-11X. SEE DETAIL
THIS DRAWING

SCHEDULE 80 PVC CONDUITS TO HIGH AND LOW
VOLTAGE TROUGHS ON EXTERIOR OF BUILDING,
REFER TO DRAWING EXXX FOR CONTINUATION.
UNDERGROUND CONDUIT WITH AT LEAST 24" OF
COVER SHALL BE SCHEDULE 80 PVC AND SHALL
TRANSITION TO RGSC 24" BEFORE THE POINT OF
/ CONNECTION TO THE ABOVE GROUND RACEWAY.

EXTERIOR SHUNT-TRIP CONDUIT AND
CONDUCTORS TO DP CONTROL PANEL

CONDUIT AND CONDUCTORS TO LINE
SEIZURE RELAY VIKING LSR-1 OR
APPROVED EQUAL AT EXISTING R

TELCOM BOARD 9 :_]

PROVIDE CAT-6 YELLOW JACKETED
COMMUNICATION CONDUCTORS

/

N 0N

INSTALL SIGN PER
SPECIFICATION
132160

@]
@]

INSTALL EMERGENCY PHONE RED
ALERT MODEL NO. 393AL-00X \ O
OR EQUAL

INSTALL SHUNT-TRIP MUSHROOM
HEAD PUSH BUTTON

CONTINUE CONDUIT AND
CONDUCTORS TO EXISTING TMS

OVERFILL ALARM LIGHT AND
HORN MOUNTED 96" AFG

INSTALL 34" RGSC ON
EXTERIOR OF BUILDING (TYP)

OVERFILL ALARM ACKNOWLEDGE UNIT

©l0)

FINISHED GRADE

N\

WALL - PROPOSED WORK

ELE2 / NOT TO SCALE

m OFFICE EXTERIOR SOUTH

DESIGNER/DRAFTER: 8% »

THE INFORMATION, INCLUDING ESTIMATED WAF ... C
SUANITIES OF Mogk U O THESE ey 5 i
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FOR CONTINUATION SEE DRAWING ELE5
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NEW OIL-WATER SEPARATOR, PROVIDE CONDUIT
AND CONDUCTORS IN ACCORDANCE WITH THE
MANUFACTURERS RECOMMENDATIONS.

SCHEDULE 80 PVC CONDUITS TO HIGH AND LOW
VOLTAGE TROUGHS ON EXTERIOR OF BUILDING.
UNDERGROUND CONDUIT WITH AT LEAST 24" OF
COVER SHALL BE SCHEDULE 80 PVC AND SHALL
TRANSITION TO RGSC 24" BEFORE THE POINT OF
CONNECTION TO THE ABOVE GROUND RACEWAY.

o T
NOTE:
COORDINATE LOCATION OF
CONDUITS WITH CIVIL PLANS L —

— OIL-WATER SEPERATOR PROBE CIRCUIT INSTALL SIGN PER
PROVIDE CONDUCTORS PER MANUFACTURERS SPECIFICATION
RECOMMENDATIONS. PROVIDE 3/" CONDUIT 132160

FROM NEW TANK TO NEW WIREWAY.

OVERFILL ALARM LIGHT AND
HORN MOUNTED 96" AFG

INSTALL 34" RGSC ON
EXTERIOR OF BUILDING (TYP)

PHONE AND EXTERIOR EMERGENCY
SHUNT-TRIP PUSHBUTTON DETAIL

SEE DETAIL 1/ELE3 SHEET FOR EMERGENCY/

LOCATION FOR NEW TMS, DIESEL, UNLEADED,
'IIE'I)E(II_E-IID-LNOGNEI;E%CI\;IFI\F/{I{JCNIE?’\IFIIE(SE AND — /AND ISLAND LIGHTING TOGGLE SWITCHES AND
INSTALL EMERGENCY PHONE
BOARD ﬂ ﬂ RED ALERT MODEL

NO. 393AL-00X

EMERGENCY SHUNT-TRIP PUSHBUTTON.

OVERFILL ALARM ACKNOWLEDGE UNIT

O}

INSTALL SHUNT-TRIP MUSHROOM
HEAD PUSH BUTTON

CONTINUE CONDUIT AND

PROVIDE CAT-6 YELLOW JACKETED
COMMUNICATION CONDUCTORS IN
34" RGSC

CONDUIT AND CONDUCTORS TO LINE
SEIZURE RELAY VIKING LSR-1 OR
APPROVED EQUAL AT EXISTING
TELCOM BOARD

N\

EXTERIOR SHUNT-TRIP CONDUIT AND
CONDUCTORS TO DP CONTROL PANEL

/

IN 34" RGSC

CONDUCTORS TO TMS IN
34" RGSC

EXTERIOR WIREWAY NEMA-3R

ELE3 / NOT TO SCALE

m OFFICE EXTERIOR SOUTH WALL - PROPOSED WORK
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PROJECT NO.

THE INFORMATION, INCLUDING ESTIMATED
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O O

O

UNLEADED FUEL
SUBMERSIBLE

O

O

DIESEL FUEL
SUBMERSIBLE PUMP

PUMP

O ______________________________

UNLEADED FUEL
STORAGE TANK
PROBE

UNLEADED AST

1
|
|
o |
|
|
|
|
|

DIESEL AST

O

ﬁ DIESEL FUEL STORAGE
TANK PROBE

O

O
ISLAND LIGHT POLE WITH

RGSC RISE UP TO ABOVE
GROUND STORAGE TANK (TYP)

TWO LUMINARIES (TYP OF 2).

REFER TO DRAWING DET1
OFOR DETAILS.

O
O O O O O O O O O O O O
: T
7 Aevall) Vs 9119 ek D
{ ) f
@ L FUEL MANAGE J @
O 0 O UNIT (FMU) 0 0 0 O

UNLEADED FUEL DISPENSER (TYP OF 2).
SEE CIVIL DRAWING C-003 FOR
DISPENSER SPACING.

S JCa—
\/J(—]

DIESEL FUEL DISPENSER (TYP OF 2).
SEE CIVIL DRAWING C-003 FOR
DISPENSER SPACING.

.

% &

OO | RESINCS
7]

ALL UNDERGROUND CONDUIT INSTALLED UNDER THE SLAB
AND SURROUNDING AREAS SHALL BE INSTALLED 24"
BELOW FINAL GRADE. UNDERGROUND CONDUIT WITH AT
LEAST 24" OF COVER SHALL BE SCHEDULE 80 PVC AND
SHALL TRANSITION TO RGSC 24" BEFORE THE POINT OF
CONNECTION TO THE ABOVEGROUND RACEWAY.

SCHEDULE 80 PVC CONDUITS TO HIGH AND LOW
VOLTAGE TROUGHS ON EXTERIOR OF BUILDING,
REFER TO DRAWING ELE2 FOR CONTINUATION.
UNDERGROUND CONDUIT WITH AT LEAST 24" OF
COVERSHALL BE SCHEDULE 80 PVC AND SHALL
TRANSITION TO RGSC 24" BEFORE THE POINT OF
CONNECTION TO THE ABOVE GROUND RACEWAY.

FMU

OENONORORORORORE

SPECIFICATIONS).

® ® B B & & &

NOTES:

[

LOCAL CODES.

w N

BONDED TOGETHER AND

FMU POWER (2)#12, (1)#12G, 3/4" CONDUIT

DIESEL DISPENSER POWER (2)#10, (1)#10G, 3/4" CONDUIT

ISLAND LIGHTING POWER (2)#10, (1)#10G, 3/4" CONDUIT

UNLEADED DISPENSER POWER (2)#10, (1)#10G, 3/4" CONDUIT

CONNECTED TO A GROUND ROD.

OTOR FUEL ISLAND CONDUIT CODED NOTES:
SPARE POWER 3/4" CONDUIT WITH PULL STRING TO FMU

DIESEL SUBMERSIBLE PUMP POWER (2)#10, (1)#10G, 3/4" CONDUIT

SPARE COMMUNICATION CAT-6 CABLE (RATED FOR UNDERGROUND) TO

FMU AND TANK MONITORING SYSTEM COMMUNICATIONS (4-CONDUCTOR
SHIELDED #24 AWG OR AS PER MANUFACTURER SPECIFICATIONS). FMU
AND NETWORK COMMUNICATIONS CAT-6 CABLE RATED FOR
UNDERGROUND INSTALLATION.

IN TANK PROBE CONDUCTORS FROM TANK MONITORING SYSTEM TO
DIESEL TANK (NUMBER AND SIZE OF CONDUCTORS PER MANUFACTURER

DIESEL DISPENSER PULSER CONTROL FROM FMU (NUMBER AND SIZE OF
CONDUCTORS PER MANUFACTURER SPECIFICATIONS).

DIESEL DISPENSER AC POWER CONTROL FROM FMU (NUMBER AND SIZE
OF CONDUCTORS PER MANUFACTURER SPECIFICATIONS).

UNLEADED SUBMERSIBLE PUMP POWER (2)#10, (1)#10G, 3/4" CONDUIT

IN TANK PROBE CONDUCTORS FROM TANK MONITORING SYSTEM TO
UNLEADED TANK (NUMBER AND SIZE OF CONDUCTORS PER
MANUFACTURER SPECIFICATIONS).

UNLEADED DISPENSER PULSER CONTROL FROM FMU (NUMBER AND SIZE
OF CONDUCTORS PER MANUFACTURER SPECIFICATIONS).

UNLEADED DISPENSER AC POWER CONTROL FROM FMU (NUMBER AND
SIZE OF CONDUCTORS PER MANUFACTURES SPECIFICATIONS).

. ALL CONDUITS SHALL BE PROVIDED WITH EXPLOSION PROOF FITTINGS AND
SEALED AS REQUIRED IN ACCORDANCE WITH NFPA-70, STATE, AND

. SEE CIVIL DRAWINGS FOR MOTOR FUEL TANK AND FUEL ISLAND DETAILS.
. ALL METALLIC PARTS OF THE TANK AND ALL METTALIC PARTS SHALL BE
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ALL UNDERGROUND CONDUIT INSTALLED UNDER THE SLAB
AND SURROUNDING AREAS SHALL BE INSTALLED 24"
BELOW FINAL GRADE. UNDERGROUND CONDUIT WITH AT
LEAST 24" OF COVER SHALL BE SCHEDULE 80 PVC AND
SHALL TRANSITION TO RGSC 24" BEFORE THE POINT OF
CONNECTION TO THE ABOVEGROUND RACEWAY.

SCHEDULE 80 PVC CONDUITS TO HIGH

AND LOW VOLTAGE

TROUGHS ON EXTERIOR OF BUILDING, REFER TO DRAWING

ELE3 FOR CONTINUATION. UNDERGROUN
AT LEAST 24" OF COVER SHALL BE SCH

D CONDUIT WITH
EDULE 80 PVC AND

SHALL TRANSITION TO RGSC 24" BEFORE THE POINT OF

CONNECTION TO THE ABOVE GROUND

RACEWAY.

RGSC RISE UP TO ABOVE

OENORGIORORORORO,

OTOR FUEL ISLAND CONDUIT CODED NOTES:

SPARE POWER 3/4" RGS CONDUIT WITH PULL STRING TO FMU
FMU POWER (2)#12, (1)#12G, 3/4" CONDUIT

DIESEL DISPENSER POWER (2)#10, (1)#10G, 3/4" CONDUIT

DIESEL SUBMERSIBLE PUMP POWER (2)#10, (1)#10G, 3/4" CONDUIT
ISLAND LIGHTING POWER (2)#10, (1)#10G, 3/4" CONDUIT

SPARE COMMUNICATION CAT-6 CABLE (RATED FOR UNDERGROUND) TO
FMU

FMU AND TANK MONITORING SYSTEM COMMUNICATIONS (4-CONDUCTOR
SHIELDED #24 AWG OR AS PER MANUFACTURER SPECIFICATIONS). FMU
AND NETWORK COMMUNICATIONS CAT-6 CABLE RATED FOR
UNDERGROUND INSTALLATION.

IN TANK PROBE CONDUCTORS FROM TANK MONITORING SYSTEM TO
DIESEL TANK (NUMBER AND SIZE OF CONDUCTORS PER MANUFACTURER
SPECIFICATIONS).

/) @\ GROUND STORAGE TANK
@ 7 ///// \S ) (TYP) @ DIESEL DISPENSER PULSER CONTROL FROM FMU (NUMBER AND SIZE OF
Q O O O (O O O \@ O O O @/ O O ) O O O O CONDUCTORS PER MANUFACTURER SPECIFICATIONS).
' DIESEL FUEL STORAGE
@ @ UNLEADED FUEL TANK PROBE DIESEL DISPENSER AC POWER CONTROL FROM FMU (NUMBER AND SIZE
Q g DISPENSER (TYP OF 2) < OF CONDUCTORS PER MANUFACTURER SPECIFICATIONS).
2
O ( N O
/ @ UNLEADED DISPENSER POWER (2)#10, (1)#10G, 3/4" CONDUIT
& (
I @ @ / @ UNLEADED SUBMERSIBLE PUMP POWER (2)#10, (1)#10G, 3/4" CONDUIT
O O
i o o 1 IN TANK PROBE CONDUCTORS FROM TANK MONITORING SYSTEM TO
7777777 i&fj N ] — o UNLEADED TANK (NUMBER AND SIZE OF CONDUCTORS PER
— Q MANUFACTURER SPECIFICATIONS).
O UNLEADED FUEL gb%SMEé-RELIng'_-E ; O UNLEADED DISPENSER PULSER CONTROL FROM FMU (NUMBER AND SIZE
FUEL MANAGEMENT . UNLEADED AST SUBMERSIBLE PUMP SUMP DIESEL AST ) OF CONDUCTORS PER MANUFACTURER SPECIFICATIONS).
UNIT (FMU)
| |
UNLEADED FUEL STORAGE —{{ @ l i NOTES:
TANK PROBE O L @\ .\ | 1 y O |
\ ) | i - 1. ALL CONDUITS SHALL BE PROVIDED WITH EXPLOSION
| @\ | PROOF FITTINGS AND SEALED AS REQUIRED IN
N 1 i | ACCORDANCE WITH NFPA-70, STATE, AND LOCAL CODES.
i |
O O O O O | O O O O O O O O O O O 2. SEE CIVIL DRAWINGS FOR MOTOR FUEL TANK AND FUEL
| | DIESEL FUEL DISPENSER ISLAND DETAILS.
; | (TYP OF 2)
| ISLAND LIGHT POLE WITH TWO 3. ALL METALLIC PARTS OF THE TANK AND ALL METALLIC
| LUMINARIES. REFER TO DRAWING PARTS SHALL BE BONDED TOGETHER AND CONNECTED TO
| DET1 FOR DETAILS. A GROUND ROD.
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
| |
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NOTES:

1. MOUNT AND MAKE NECESSARY CONNECTION REQUIRED FOR THE NETWORK COMMUNICATION SYSTEM. THE CONTRACTOR

LOCATION: HALL PANEL ID VOLTS, PHASE, WIRE: 120/240V, 3¢. 40 SHALL CONTACT MR. DENIS RICHARD AT 860-594-3564 PRIOR TO THE INSTALLATION OF THE COMMUNICATION JACKS.
MOUNTING: RECESSED MAINS: 100A MLO
T 2. SPARE CAT-6 CABLE SHALL BE ROLLED AND SECURED WITH CABLE TIES.
SOURCE:  PANEL PP1 PP2 SHORT CIRCUIT RATING: 10KAIC
CB |CONN CONN CB 3. CTDOT INFORMATION SYSTEM DEPARTMENT IS RESPONSIBLE FOR THE REMOVAL OF VOICE/FAX/MODEM CALL PROCESSOR.
CKT LOAD DESCRIPTION AMPS/| LOAD LOAD /AMPS/ LOAD DESCRIPTION CKT
POLE | KVA KVA |POLE 4. CTDOT INFORMATION SYSTEMS OFFICE SHALL PROVIDE DIRECTION ON THE INSTALLATION OF TELEPHONE LINE FROM PUNCH
1 INIGHT LIGHTS BAYS (B) 20/1 20/1 NIGHT LIGHTS AND OFFICE (C)| 2 BLOCK.
3 IMOTORIZED VALVE FRONT OFFICE | 20/1 20/1 DISCONNECT FOR GAS ISLAND| 4
NEW 3-POLE SHUNT TRIP
5 E(E)(I:EETR ROOM COMPUTER BOARD | 54,4 20/1 PUMP STATION ALARM 6 CIRCUIT BREAKER IN
—1SPARE 501 . TO TO TO TO EXTERIOR PANELBOARD PP2
EMERGENCY PHONE
9 |CABINET HEATERS 20/1 20/2 CIRC PUMP #1115 ™S FMuU EF;SOé/éDNiEL(:(DTW(L\\;SS;AA%E géggg'l\';;g N THE INSTALL (2)#12,
(1)#12G, 3/4" RGSC
11 \UNIT HEATER #2 20/1 20/1 UNIT HEATER #3| 12 / SPECIFICATIONS TO. DISCONNECT LOW
13 JUNIT HEATER #4 20/1 20/1 UNIT HEATER #5| 14 VOLTAGE ELECTRICAL CIRCUITS, SUCH AS AUDIO,
15 |UNIT HEATER #6 20/1 20/1 UNIT HEATER #7| 16 CAT-6 CABLE T T ; DATA AND COMMUNICATION CIRCUITS LEADING T
17 |SALT SHED POLE LIGHTS 20/1 20/1 UNKNOWN | 18 (C‘E)Etc')-gw TO OR THROUGH FUEL DISPENSING EQUIPMENT CAT-6 CABLE
19 RADIO 20/1 20/1 UNKNOWN/| 20 ) TO MEET THE REQUIREMENTS FOUND IN ARTICLE (YELLOW COLOR)
514 OF THE NATIONAL ELECTRICAL CODE. PROVIDE
21 ﬁﬁgTIEiLAND LIGHTS AND FUEL 20/1 20/1 UNKNOWN 22 SCHNEIDER ELECTRIC LVDD-V-45 OR APPROVED
INSTALL EQUAL. PROVIDE CONDUIT AND WIRING PER
23 FIRE ALARM 20/1 20/1 UNKNOWN | 24 COMM. MANUFACTURERS RECOMMENDATIONS. (3)#6, (1)#8
2 2 JACK ] '
2? AIR CONDITIONER SUPERS OFFICE | 20/2 30/2 WATER HEATER CIRCULATOR 22 11" CONDUIT\
29 UNKNOWN 20/1 30/1 UNKNOWN | 30 oMM oMM
31 TMS-3000 20/1 32 ) ) CAT-6 CABLE (SUITED INSTALL OFFICE AREA &
20/2 AIR CONDITIONER OFFICE JACK JACK
33 FMU - GAS LIGHT 20/1 / 34 /FOR UNDERGROUND) VIKING CATALOG #LSR-1 EXTERIOR SHUNT TRIP
3> 36 OR APPROVED EQUAL PUSH BUTTON EMG
UNLEADED FUEL PUMP 20/2 20/2 DIESEL FUEL PUMP CAT-6 CABLE SPARE PWR OFF
37 38 (SUITED FOR
39 40 UNDERGROUND) 120V POWER FROM
21 PUMP STATION SEWER 40/2 100/2 UNKNOWN -~ LOCAL RECEPTACLE
DATA @ 120V ( SE"IIZNUERE PUNCH
PANEL SUPPLY ’ BLOCK
m EXISTING PANEL PP2 RELAY DP1
FUEL
ELE6 / NOT TO SCALE c C()NTROL
NOTE: ALL CAT-6 CABLES SHALL NOTE: ALL CAT-6 CABLES SHALL PANEL)
BE INSTALLED IN CONDUIT BE INSTALLED IN CONDUIT INSTALL (2)#12,
(1)#12G, 3/4" RGSC
COMMUNICATIONS BOARD - COMMUNICATIONS BOARD -
4 EXISTING WORK 5 EXISTING WORK 6 SHUNT TRIP DIAGRAM
MOUNTING: RECESSED MAINS: 100A MLO
SOURCE:  PANEL PP1 PP2 SHORT CIRCUIT RATING: 10KAIC
CB |CONN CONN| CB
CKT LOAD DESCRIPTION AMPS/ LOAD LOAD AMPS/ LOAD DESCRIPTION CKT
POLE | KVA KVA |POLE
1 INIGHT LIGHTS BAYS (B) 20/1 20/1 NIGHT LIGHTS AND OFFICE (C)| 2
3 IMOTORIZED VALVE FRONT OFFICE |20/1 20/1 SPARE| 4 NOTES:
5 |BOILER ROOM COMPUTER BOARD RECPT |20/1 20/1 SPARE| 6 LOCATION: OFFICE PANEL ID VOLTS, PHASE, WIRE: 1207240V, 5¢. 4W '
7 SPARE 20/1 o/ CIRC PUMP #1 8 MOUNTING: SURFACE DP1 MAINS: 60A MLO 1. INSTALL SHUNT TRIP MUSHROOM HEAD PUSH BUTTON, LED-ILLUMINATED WITH
9 |CABINET HEATERS 20/1 / 10 SOURCE:  PANEL PP2 SHORT CIRCUIT RATING: 10KAIC POLYCHROMATIC GUARD, PUSH/TWIST RELEASE BUTTON. PROVIDE NAMEPLATE "FUEL
ISLAND EMERGENCY POWER OFF". THE EMERGENCY STOP SWITCH INSTALLED IN OFFICE
11 UNIT HEATER #2 20/1 20/1 UNIT HEATER #3) 12 CB | CONN CONN | CB AND ON EXTERIOR OF THE BUILDING SHALL BE WIRED IN PARALLEL AND SHALL TRIP THE
13 |UNIT HEATER #4 20/1 20/1 UNIT HEATER #5| 14 CKT LOAD DESCRIPTION AMPS/ LOAD LOAD AMPS LOAD DESCRIPTION CKT SHUNT TRIP BREAKER. THE SHUNT TRIP MUSHROOM HEAD PUSH BUTTON SHALL BE
15 UNIT HEATER #6 20/1 20/1 UNIT HEATER #7| 16 POLE | VA VA |POLE SIEMENS CATALOG NO. 52PR8GRAB OR APPROVED EQUAL. TWO (2) ARE REQUIRED.
1 |SHUNT-TRIP CIRCUIT 20/1 | 100 630 2
17 |SALT SHED POLE LIGHTS 20/1 20/1 UNKNOWN| 18 > IFUEL TSLAND LIGHT >0/1 1 900 30 2072 DIESEL PUMP -, 2. BRANCH CIRCUITS EXCEEDING 100 FEET IN LENGTH SHALL BE #10 AWG. WIRING SIZE
19 RADIO 20/1 20/1 UNKNOWN| 20 SHALL BE ADJUSTED AS NECESSARY TO REFLECT VOLTAGE DROP.
21 |SPARE 20/1 20/1 UNKNOWN/| 22 ) UNLEADED PUMP 20/2 630 480 | 20/1 DIESEL DISPENSERS| 6
>3 [FIRE ALARM 20/1 20/1 UNKNOWN| 24 7 630 420 |20/1 FUEL MASTER| 8 3. ANY NEW BRANCH CIRCUIT BREAKER INSTALLED IN EXISTING PANELS SHALL BE FROM THE
= e 9 |UNLEADED DISPENSERS 20/1 | 480 700 | 20/1 TANK MONITORING| 10 gﬁ_l;_/IIIIE\IE/ISANUFACTURER AND SHALL BE COMPATIBLE WITH THE EXISTING PANEL AND ITS
S, AIR CONDITIONER SUPERS OFFICE | 20/2 30/2 WATER HEATER CIRCULATOR —_ 11 |SPARE 20/1 20/1 SPARE| 12 :
29 [JUNKNOWN 20/1 30/1 UNKNOWN | 30 13 |SPARE 20/1 20/1 SPARE| 14 4. CIRCUIT BREAKERS USED FOR THE TEMPORARY FUEL STORAGE TANK SHALL REMAIN AND
31 SPARE 20/1 32 15 |SPARE 20/1 20/1 SPARE| 16 BE TAGGED AS 'SPARE'.
20/2 AIR CONDITIONER OFFICE NOTES:
33 LUNT-TRIP CIRCUIT BREAKER FOR 34 N 5. THE CONTRACTOR SHALL ENSURE THAT ALL THE CIRCUITS THAT WILL REMAIN ON DP ARE
35 § 60/2 36 2740.000  12860.00 BALANCED IN ACCORDANCE TO SPECIFICATION 262416. THE CONTRACTOR SHALL PROVIDE
PANELBOARD DP1 /
37 20/2 SPARE g A TYPED DIRECTORY FOR PANEL DP.
5600.00 TOTAL VA
39 40 23.333333  |AMPS 6. DETAILS ARE DIAGRAMMATIC IN NATURE. CONTRACTOR SHALL ROUTE CONDUIT AND
41 TUMP STATION SEWER 40/2 100/2 UNKNOWN= 5 5.600000 TOTAL LOAD IN KVA LOCATE DEVICES TO AVOID OBSTRUCTION, WINDOWS, DOORS, ETC.
m REVISED PANEL PP2 m NEW PANEL DP1
ELE6 /£ NOT TO SCALE ELE6 / NOT TO SCALE
DESIGNER/DRAFTER: SIGNATURE/ \““F‘”éla}\}""/ PROJECT TITLE: TOWN: PROJECT NO.
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NOTES:

1.

MOUNT AND MAKE NECESSARY CONNECTION REQUIRED FOR THE NETWORK COMMUNICATION SYSTEM. THE
CONTRACTOR SHALL CONTACT MR. DENIS RICHARD AT 860-594-3564 PRIOR TO THE INSTALLATION OF THE

LOCATION: HALL PANEL ID VOLTS, PHASE, WIRE:  120/240V, 3¢, 4 COMMUNICATION JACKS.
MOUNTING: RECESSED MAINS: 100A MLO .
COURCE:  PANEL pP1 G CHORT CIRCULT RATING. OKALC . SPARE CAT-6 CABLE SHALL BE ROLLED AND SECURED WITH CABLE TIES.
CB |CONN CONN| CB 3. CTDOT INFORMATION SYSTEM DEPARTMENT IS RESPONSIBLE FOR THE REMOVAL OF VOICE/FAX/MODEM CALL
CKT LOAD DESCRIPTION AMPS/ LOAD LOAD AMPS/ LOAD DESCRIPTION CKT PROCESSOR.
POLE | KVA KVA | POLE
1 > 4. CTDOT INFORMATION SYSTEMS OFFICE SHALL PROVIDE DIRECTION ON THE INSTALLATION OF TELEPHONE
AND (1)#8 THHN CU GROUND
5 |BELL 20/1 6
° / 30/2 UNKNOWN CONDUCTOR IN 1-1/4" CONDUIT
AIR COMPRESSOR 20/2 TO NEW PANEL DP1, VIA 60A
° 10 MAIN SHUNT-TRIP CIRCUIT
11 |BLANK - 30/3 UNKNOWN | 12 BREAKER IN PANEL "G"
13 [UNKNOWN 20/1 14
15 SPARE 20/2 o s s S I " EMERGENCY PHONE
L/ 20/1 ISLAND LIGHTS| 18 TMS FMU FMU PROVIDE LOW VOLTAGE DISPENSER INSTALL (2)#12,
] DISCONNECT (LVDD) AS DESCRIBED IN THE (1)#12G, 3/4" RGSC
/ SPECIFICATIONS TO DISCONNECT LOW
m EXISTING PANEL G / VOLTAGE ELECTRICAL CIRCUITS, SUCH AS AUDIO,
ELE7 /| NOT TO SCALE CAT-6 CABLE i i’ ] DATA AND COMMUNICATION CIRCUITS LEADING T Q
(YELLOW TO OR THROUGH FUEL DISPENSING EQUIPMENT
COLOR) TO MEET THE REQUIREMENTS FOUND IN ARTICLE
514 OF THE NATIONAL ELECTRICAL CODE. PROVIDE
SCHNEIDER ELECTRIC LVDD-V-45 OR APPROVED
INSTALL EQUAL. PROVIDE CONDUIT AND WIRING PER
COMM. MANUFACTURERS RECOMMENDATIONS. CAT-6 CABLE
JACK (YELLOW COLOR)
LOCATION: GARAGE PANEL ID VOLTS, PHASE, WIRE:  120/208V, 36, 4 Q
MOUNTING: SURFACE MAINS: 60A MCB
. G . COMM. COMM. _~—— CAT-6 CABLE (SUITED
SOURCE:  PANEL PP2 SHORT CIRCUIT RATING: 10KAIC T K FOR UNDERGROUND) INSTALL OFFICE AREA &
EXTERIOR SHUNT TRIP
CB | CONN CONN  CB VIKING CATALOG #LSR-1 SUSH BUTTON EMG
CKT LOAD DESCRIPTION AMPS/ LOAD LOAD AMPS LOAD DESCRIPTION CKT OR APPROVED EQUAL
POLE | VA VA |POLE CAT-6 CABLE SPARE PWR OFF
1 20/2 AIR COMPRESSOR 2 (SUITEg gOR 120V POWER FROM
3 MAIN SHUNT-TRIP 60/2 4 UNDERGROUND) | ocAL RECEPTACLE
LINE
3 30/2 UNKNOWN Z DATA @ 120V ¢ SEIZURE PUNCH
PANEL SUPPLY RELAY BLOCK
9 |[UNKNOWN 30/3 20/1 UNKNOWN | 10 DP1
11 12 (FUEL
13 |SPACE - 20/2 SPARE™ 4 CONTROL
: - : - PANEL
15 |SPACE <PACE| 16 NOTE: ALL CAT-6 CABLES SHALL NOTE: ALL CAT-6 CABLES SHALL )
B - BE INSTALLED IN CONDUIT BE INSTALLED IN CONDUIT INSTALL (2)#12,
17 |SPACE - - SPACE| 18 (1)#12G, 3/4" RGSC
m MODIFIED PANEL G m COMMUNICATIONS BOARD - m COMMUNICATIONS BOARD -
5 6
ELE7 / NOT TO SCALE 4 EXISTING WORK EXISTING WORK SHUNT TRIP DIAGRAM
ELE7 / NOT TO SCALE ELE7 / NOT TO SCALE ELE7 / NOT TO SCALE
NOTES:
LOCATION: GARAGE PANEL ID VOLTS, PHASE, WIRE:  120/208V, 16, 3W
MOUNTING: SURFACE D MAINS. 60A MLO 1. INSTALL SHUNT TRIP MUSHROOM HEAD PUSH BUTTON, LED-ILLUMINATED WITH
+ 2URFALE DP1 ' PR LY POLYCHROMATIC GUARD, PUSH/TWIST RELEASE BUTTON. PROVIDE NAMEPLATE "FUEL
SOURCE:  PANEL PP2 SHORT CIRCUIT RATING: 10KAIC ISLAND EMERGENCY POWER OFF". THE EMERGENCY STOP SWITCH INSTALLED IN OFFICE
B | CONN CONN | CB AND ON EXTERIOR OF THE BUILDING SHALL BE WIRED IN PARALLEL AND SHALL TRIP THE
SHUNT TRIP BREAKER. THE SHUNT TRIP MUSHROOM HEAD PUSH BUTTON SHALL BE
CKT LOAD DESCRIPTION ’Tféﬁ/ '—C\)/QD '—C\D/QD Ap"g'ig LOAD DESCRIPTION CKT SIEMENS CATALOG NO. 52PR8GRAB OR APPROVED EQUAL. TWO (2) ARE REQUIRED.
1 |SHUNT-TRIP CIRCUIT 20/1 | 100 630 |,/ SIESEL PUMP.2 2. BRANCH CIRCUITS EXCEEDING 100 FEET IN LENGTH SHALL BE #10 AWG. WIRING SIZE
3 IFUEL ISLAND LIGHT 20/1 | 900 630 4 SHALL BE ADJUSTED AS NECESSARY TO REFLECT VOLTAGE DROP.
> | UNLEADED PUMP 20/2 830 480 | 20/1 DIESEL DISPENSERS| 6 3. ANY NEW BRANCH CIRCUIT BREAKER INSTALLED IN EXISTING PANELS SHALL BE FROM THE
7 630 420 | 20/1 FUEL MASTER| 8 SAME MANUFACTURER AND SHALL BE COMPATIBLE WITH THE EXISTING PANEL AND ITS
9 |UNLEADED DISPENSERS 20/1 | 480 700 | 20/1 TANK MONITORING| 10 RATINGS.
11 |SPARE 20/1 20/1 SPARE| 12 4. CIRCUIT BREAKERS USED FOR THE TEMPORARY FUEL STORAGE TANK SHALL REMAIN AND
NOTES: BE TAGGED AS 'SPARE'.
2740.00)  2860.00 5. THE CONTRACTOR SHALL ENSURE THAT ALL THE CIRCUITS THAT WILL REMAIN ON DP ARE
5600.00 TOTAL VA BALANCED IN ACCORDANCE TO SPECIFICATION 262416. THE CONTRACTOR SHALL PROVIDE
53.333333 | AMPS A TYPED DIRECTORY FOR PANEL DP.
>.600000 TOTAL LOAD IN KVA 6. DETAILS ARE DIAGRAMMATIC IN NATURE. CONTRACTOR SHALL ROUTE CONDUIT AND
LOCATE DEVICES TO AVOID OBSTRUCTION, WINDOWS, DOORS, ETC.
m NEW PANEL DP1
ELE7 / NOT TO SCALE
DESIGNER/DRAFTER: U SIGNATURE/ \\\\\F\\‘é'(')'}\}l,,ll PROJECT TITLE: TOWN: PROJECT NO.
R SR ST, R WAF e g WATERBURY 174-388
SeTs oo pom on e TR o —3Es- STATE OF CONNECTICUT g FARMINGTON AND WATERBURY SRATING T
B NS D Lo EP T MAINTENANCE FACILITIES SR TITE ELE/
OF WORK WHICH WILL BE REQUIRED. DEPARTMENT OF TRANSPORTATION a%\ﬁjcélsgo\é": TANK REPLACEMENT PANEL SCHEDU LE SHEET NO.
SCALE AS NOTED RIS, - 07.11
REV. DATE REVISION DESCRIPTION SHEET NO. Plotted Date: 8/10/2015 Filename: $FILEAS$ W /&V‘-—\ & ONE LINE DIAG RAMS






MANUAL "ON/OFF"
DIESEL DISPENSER

SWITCH IN OFFICE *\

FMU |
AUTHORIZATION :
SWITCH —— | '——|——————

PANEL DP

DISPENSER 1 RESET

L N |
|
|
) |
T (2)#10,
—— (1)#10G,
3/4"RGSC
S I
ST 7 | HANDLE swiTcH

—— RESET MOTOR
— DIESEL FUEL
/ DISPENSER

TO SUBMERSIBLE
i PUMP RELAY

|

|

|

|
COMPLETE TERMINAL | :
|

PHSﬂ )
|

|

|

|

AUTHORIZATION SWITCH ﬂ—\‘
|
L
L

N2
D2

DISPENSER 2 RESET

1
i_!
) |
z 4= |
O TO O |
I
%QF\
= I

)

|| _—— HANDLE SWITCH
—— RESET MOTOR

- DIESEL FUEL
/ DISPENSER

|

|

|

|

|

COMPLETE TERMINAL |
| |

PH84 T :

DUAL DISPENSER DIAGRAM

ELE8 / NOT TO SCALE

Eh
\ELES)

SHUNT-TRIP CIRCUIT BREAKER —l >

MUSHROOM HEAD
EMERGENCY PUSHBUTTON
(INTERIOR & EXTERIOR)

SHUNT-TRIP CIRCUIT BREAKER
COIL IN SHUNT TRIP CIRCUIT ——
BREAKER

PANEL DP
—————————— |
L N |
| |
| |
|
|__;_;__ (2)#12,
—— (1)#12G,
D 3/4"RGSC
_NO\\_NO
—(©
120V

5 SHUNT TRIP DIAGRAM

s

NOT TO SCALE

MANUAL "ON/OFF"
GAS DISPENSER

SWITCH IN OFFICE *\

PANEL DP

FMU |
AUTHORIZATION :
SWITCH —— | '——|——————

DISPENSER 3 RESET

(2)#10,

—— (1)#10G,

3/4"RGSC

—— HANDLE SWITCH
—— RESET MOTOR

— GAS FUEL
/ DISPENSER

TO SUBMERSIBLE
i PUMP RELAY

COMPLETE TERMINAL
|
PHS% 2T>

ELES

MANUAL "OFF" LIGHT

|
|
|
|
|
SWITCH IN OFFICE *\;
1
|
|

MAST MOUNTED LIGHT(S) *\;

@ | LIGHT(S) :

o

PHOTOELECTRIC
CONTROL

NOT TO SCALE

PANEL DP

m SINGLE DISPENSER DIAGRAM

(2)#10,

—— (1)#10G,

3/4"RGSC

6 FUEL ISLAND LIGHT DIAGRAM

NOT TO SCALE

e

PANEL DP

——————————— |

N L1 12 |

| |

A1

MANUAL DIESEL [ N T T
PUMP SAFETY ] Ei;ﬂgé
SWITCH IN OFFICE — ,
X I e 3/4"RGSC

DISPENSER

SUBMERSIBLE
DIESEL PUMP

Fed

_I RED JACKET ISOTROL 1-8 |
oL ) CONTROL BOX | <C nol  Nol
| - = - T =

3/4
HP

DIESEL PUMP DIAGRAM

ELE8 | NOT TO SCALE

R
\ELES)

TANK MONITORING
SYSTEM

COMMUNICATION CONDUCTORS
TO COMMUNICATIONS JACK \

PANEL DP

8 \Jm |
o, ™S
CONTROL CONDUCTORS FROM L
WASTE WATER PROBE, FUEL
OIL, ETC.

CONTROL WIRING FROM TANK
PROBE TO TMS, 3/4"RGSC

7 TMS POWER DIAGRAM

NOT TO SCALE

o

30A NON-FUSED,
240V, 2P, SN

(2)#10,
—— (3)#10G,
3/4"RGSC

PANEL DP

MANUAL GAS PUMP
SAFETY SWITCH IN

OFFICE *\ S D—

(GENaN

—— (1)#10G,

)
l FROM
DISPENSER
3/4
HP
SUBMERSIBLE
GAS PUMP

3/4"RGSC

30A NON-FUSED,
240V, 2P, SN

ELE8 / NOT TO SCALE

m UNLEADED PUMP DIAGRAM

PANEL DP
—————————— |
L N |
| |
| ) |
| -
\—
-
FUEL MONITORING UNIT
HANDLE RESET CIRCUIT AND
FMU DISPENSER POWER
CONTROL CIRCUIT x
e o—
| FMU
o

PULSE TRANSMITTER
CIRCUIT

8 FMU POWER DIAGRAM

NOT TO SCALE

e

(2)#12,
—— (1)#12G,
3/4"RGSC

- RED JACKET ISOTROL 1-8
Vs CONTROL BOX
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TO EXISTING PNEUMERCATOR TMS3000 ——
D (]

—— TO COMMUNICATIONS JACK

DIAGRAM KEY NOTES

| - ] I

|
2 |
N CKT 18,20
1 4
20A | EXISTING SQUARE-D TRUCK
Ly HEATER PANEL
1
= CKT 21 @
2 5 |
© DISPENSER 1
AND LOTS |
20A |
@ 1 /5. CKT 23 | @
FMU = 1
20A |
| (4)

TEMPORARY AST DIESEL TANK PROBE *\
D (]

6)/ (5)#12, (1)#12G, 3," RGSC
d

INTERIOR

EXTERIOR

TEMPORARY FUEL
ISLAND LIGHTING

(2)#12, (1)#12G, 3,"RGSC, CKT21

(2)#12, (1)#12G, 3/4"RGSC,
DISPENSER RELAY CONTROL
CIRCUIT (TB1: LN1 & LD1)

FUELMASTER®
FUEL MANAGEMENT UNIT

DIESEL FUEL DISPENSER

PULSE TRANSMITTER
CONDUCTORS 3/4"RGSC

(2)#12, (1)#12G, 3/4"RGSC
FROM HANDLE N.O. SWITCH

3/4"X10' COPPER CLAD
GROUND ROD

#8 INSULATED GROUND
CONDUCTOR CONNECTED TO
TEMPORARY TANK

| |
MUSHROOM HEAD | | SQUARE-D CLASS 8910 TYPE
EMERGENCY | (3)#10 T f (3)#10 | DPA 3-POLE, 120V COIL
ol o | A CONTACTOR (TYP OF TWO (2))
| (Y 77 Y I N __SN__ O\ :
] | |
L ~ )| T ~ | | 12"X 12"X 6", NEMA-3R RELAY
e N | 1 NOL NOL NOL | | 2 NOL NOL NOL | JUNCTION BOX WITH
] Ty W Tl TN L T : LOCKABLE COVER
L y | U | | |
(2)#12, (1)#12G, | o ) |
3/4"RGSC | = §J < / == :
| N N
| CK'IIfl\gl?J, / e DISP/LGTS e PUMP |
=t | _CKT21 _ _ | __ CKT18,p0
e <
(2)#12, (1)#12G, 3/4"RGSC (2)#12, (1)#12G, 3/4"RGSC

|
|
% 30A, 600V, HD, NEMA-3R
|

|
|
|

7] |
| NON-FLUSED SAFETY SWITCH
| | WITH LOCKABLE COVER
|
| |
| |
[

DISP q
N s (2)#12, (1)#12G, 3/4"RGSC

| I 8"X 8"X 4" NEMA-3R BOX WITH
| NOL NOL Ly LOCKABLE COVER WITH RED JACKET
ISOTROL 1-8 CONTROL BOX ENCLOSED

q
3\ (2)#12, (1)#12G,

3/4"RGSC

2000 GALLON TEMPORARY
AST DIESEL TANK

SUBMERSABLE DEISEL FUEL PUMP

-
@
-
c
<
)
W
AN

PROVIDE 2-POLE, 20A CIRCUIT BREAKER OF THE SAME
TYPE AND MANUFACTURER AS PANELBOARD FOR
SUBMERSIBLE DIESEL FUEL PUMP

PROVIDE 1-POLE, 20A CIRCUIT BREAKER OF THE SAME
TYPE AND MANUFACTURER AS PANELBOARD FOR DIESEL
FUEL DISPENSER AND TEMPORARY LIGHT FIXTURE

PROVIDE 1-POLE, 20A CIRCUIT BREAKER OF THE SAME
TYPE AND MANUFACTURER AS PANELBOARD FOR FUEL
MANAGEMENT UNIT (FMU)

(2)#12AWG
(1)#12AWG

(16)#12AWG CONDUCTORS: (2) PUMP,
(1) DISPENSER, (1) FMU AND LIGHTS,
(1) NEUTRAL, (1) GROUND
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LOW VOLTAGE CONDUIT AND CONDUCTOR: SIZE AND

| TMS | TANK MONITORING SYSTEM

FUEL DISPENSER: DIESEL OR
GASOLINE AS INDICATED

| FMU | FUEL MANAGEMENT UNIT

| LIGHT I LIGHT POLE AND FIXTURE(S)

3/4
P SUBMERSIBLE DEISEL FUEL
PUMP MOTOR
@ TANK PROBE: FUEL GAUGE

MOTOR FUEL ISLAND CONDUIT CODED NOTES:

| o 3-POLE, 60A SHUNT CIRCUIT NUMBER OF CONDUCTORS AS INDICATED ON DRAWINGS
| 4 | N h BREAKER WITH 120V COIL IN
| | (2)#12, (1)#12G, (3)#6, (1)#10G, 1"C EXISTING PANELBOARD PP2 POWER CONDUIT AND CONDUCTOR: SIZE AND NUMBER
| 1 CKT 1 /}ﬁ 3/4"RGsC | FOR FARMINGTON AND BACK OF CONDUCTORS AS INDICATED ON DRAWINGS
| " SHUNT | | 120V | FED IN DP1 FOR WATERBURY
| (3)#10, (1)#10G, : R | 2 CIRCUIT BREAKER:
| 2 ckraa L1 3amaesc | | 2 2 INDICATES NUMBER OF POLES, DP INDICATES
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Disciplin

mittal Checklist

The following check list shall be checked and attached to each discipline subset *
prior to being digitally signed.

Check

Task

Section in DPD
Manual

(=Y

Attach this checklist to the discipline subset.

Section 3.1

ERE

2. Ensure the plans conform to Section 1.4, step 1 of

the Digital Project Development Manual.

Section 1.4

3. Complete the following tasks using Bluebeam on

the discipline subset?

. Apply Page Labels

Section 1.6.2

Apply Sheet Numbers

Section 1.6.2

. Apply Watermark

Section 2.4

a
b.
C
d

. Flatten Markups

Section 2.4

e.

Digital Signature Field

Section 2.5.1

HECEEEE

4. Type name and telephone number below.

5. Upload, if not in Projectwise already, the
discipline subset into the 100_Contract_Plans

folder in Projectwise and attribute the document

correctly?

a.

Discipline = CT

b.

Main Category = CON

C.

Sub Category = FDP, DCD, DCD2,
ADP, ACD, DCO where applicable

ENRENE(E

d.

Label = subset number and name.

* Example of highways subset
would be 03-Highways.

* The label for a subset shall be the
same for both FDP and
DCD submittals.

¢ Addendum submittals shall match
FDP submittals with the addition
of * _A#",

* Change Order Submittals shall
match FDP submittals with
the

E

. Description field is filled in with

a description of the subset.

The applicable bridge no.(s) or signal
intersection(s) were selected that is/are
associated with this subset.

Section 3.2.4

6. Notify Principal Engineer/Engineer of Record so
they can apply their Digital Signature

7. Apply the QA/QC stamp after the discipline
subset has been digitally signed.

Section 3.1

I have performed and checked that all the tasks above were performed correctly.

Walter A. Filimon

Submitted By (Type in Name)

1-518-453-2811

Phone Number (Type in Phone Number)

* Discipline subset includes the General subset and all other discipline subsets. The 02-Revisions does not need
a checklist attached. The standard subsets already have a checklist attached to the index sheets.





http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D55


http://www.ct.gov/dot/lib/dot/documents/aec/digital_project_development.pdf#page=8


http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D12


http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D12


http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D40


http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D41


http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D44


http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D61


http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D56





			Check Box1: Yes


			Check Box2: Yes


			Check Box3: Yes


			Check Box4: Yes


			Check Box5: Yes


			Check Box6: Yes


			Check Box7: Yes


			Check Box8: Yes


			Check Box9: Yes


			Check Box10: Yes


			Check Box11: Yes


			Check Box12: Yes


			Check Box13: Yes


			Check Box14: Off


			Text1: Walter A. Filimon


			Text2: 1-518-453-2811








				2015-09-19T07:15:31-0400

		Brian P. McKenna










08 - ENVIRONMENTAL
DRAWING DRAWING
NUMBER DRAWING TITLE NUMBER DRAWING TITLE
ENV-001 INDEX OF DRAWINGS
ENV-002 FARMINGTON WASTE AREA & ROUTE MAP
DESIGNED BY:
TRC e et O
Ao EORONOTH N Carl N. Stopper
860.298.9692 2015.09.18
SIGN & CERTIFY 11:50:54-04'00
SHEETS No.
ENV-001 AND ENV-002
DESIGNER/DRAFTER: SIGNATURE/ CEmi c PROJECT TITLE: TOWN: PROJECT NO.
- THE INFORMATION, INCLUDING ESTIMATED REA BLOCK: - E:ffﬁ\:gg_m'\legrﬁl o -
S " e FARMINGTON AND WATERBURY | FARMINGTON & WATERBURY | 1740388
N INVESTIGATIONS BY THE STATE AND IS DM s o o o 5
- THE CONDITIONS OF ACTUAL QUANTITIES W o MAINTENANCE FACILITIES BRAWING TITLE: ENV-001
- OF WORK WHICH WILL BE REQUIRED. DEPARTMENT OF TRANSPORTATION ‘\:‘48%3551‘3::3\3 IN DEX OF DRAWINGS SHEET NO.
NTS NG TANK REPLACEMENT 08.01

Filename: J:\CAD\193786\005117-Farminton Maint Facility\WSA Plans-000910\21-ENGI_174388_ENV-001.dwg

aaaaaaa ——  REVISION D RIPTION SHEET NQO.| Plotted Date: September 18, 2015 10:42 A





'-.\/__.

SALT SHED/BIN F?J
LOCATION !

</
R

NOLay
Iy

z

3

Formir.lij.ton -
»

-
4«3,%)

Curtains. -

¥ off cos¢ osed

oS
eoas 1008
g 2 5
53
& &
o /
= /
e
/ |

P ~/ 4 /
e
/ R

/ "‘é"?%\/ °

This mop, developed for internal
ConnDOT use, is o hi
rendering of DOT roadway records.

e —

GRAPHIC SCALE

STATE HIGHWAY
(Numbered 1-399)

STATE HIGHWAY STATE INSTITUTION ROAD

(Numbered 400 ond up}

STATE PARK
OR FOREST ROAD

FARMINGTON
CONNECTICUT

CONNECTICUT DEPARTMENT OF TRANSPORTATION

IN' COOPERATION WITH THE
U.S. DEPARTMENT OF TRANSPORTATION
FEDERAL HIGHWAY ADMINISTRATION

4,000’

TREE AREA
\Y/\C4
w
) 2N\
‘ S
A
z
GRAVEL S
DRIVEWAY
TREE AREA
GRASS/DIRT AREA
GRASS/DIRT AREA
L
&
Q
N
9
&
)
) \
w
>
4
a
-
m
>
<
o
O
TREE AREA
O
TREE AREA —
CALCIUM CHLORIDE
AST WITH BARRIERS
’. PAVED DRIVEWAY
)0
STORAGE BINS
J/
!
|’
(]
7‘
X O QS
GATE X————
A o ‘|
X——
GATE o X——
] GRASS AREA
Q,
SCOTT SWAM -
P ROAD
DEGIGNER/DRAFTER:
- - - THE INFORMATION, INCLUDING ESTIMATED KDH
- QUANTITIES OF WORK, SHOWN ON THESE  [CRECKED BY.
- - SHEETS IS BASED ON [IMITED
. : , INVESTIGATIONS BY THE STATE AND IS LB 2~
- THE CONDITIONS OF ACTUAL GUANTETIES SCALE IN FEET
- . - OF WORK WHICH WILL BE REQUIRED. DEPARTMENT OF TRANSPORTATION
- - - 0 30’ 60’
REV. DATE =  REVISION DESCRIPTION SHEET NO.| Plotted Date: September 18, 2015 10:45 AM SCALE 1"= 30' Filename: J\CAD937861005112-Farminton Maint FacityWSA Plans-000910121_ENGI_174388_ENV-002.dwg

SIGNATURE/

% No. 13255 .-‘Q

o loenseQuSd

¢
Qgreeea i o\
\ S NS
"'h%’.f‘.'i&m'f

CONA
AP
&Q/,.o-";f sré’f_c,\
TR egmn =0
A £ X
50 MBI T35
£ &
v

TRC Environmental Corp.
BLOCK: 21 Griffin Rd. North
Windsor, CT 06095

TRUCK ROUTE PLAN
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